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(Area Code 520) 338-4931 Box 1090 
WHITERIVER, ARIZONA 85941 

August 24, 2000 

S. Bobby Ojha, Inspector 
IJnderground Storage Tanks Program Office 
United States Environmental Protection Agency 
Region IX 
75 Hawthome Street 
San Francisco, CA 94105 

RE: UST Inspection, Dated; July 24, 2000 

Dear Mr. Ojha: 

This is in reference to the UST Inspection conducted on July 24, 2000 at Fort Apache 
Timber Company (FATCO). 

You requested documentation verifying the type of material that the existing tanks are 
constructed of. Actual installation records could not be located here at FATCO and the 
company that installed the tanks does not keep records dated that far back. I did, 
however, find out that Burl Lambson was employed with that company and d'uectly 
involved with the tank installation in 1989. Mr. Lambson is now employed with Rocky 
Mountain Petroleum and is currently servicing/maintaining our tank system. 

Mr. Lambson provided me with a statement and back-up fiterature on the type of tanks 
that were installed here at FATCO. I am aLso including a report on the results of our 
most recent (July 27, 2000) Cathodic Protection/Half Cell Measurenients tests. 

I hope that this is sufficient enough infomiation to bring FATCO's underground storage 
tanks into compliance with the Environmental Protection Agency's regulations. 

Sincerely, 

~~(~~~~ 
Jose Yadao, Envuo./Safety Director 
Fort Apache Timber Co. 

Enclosures (7) 
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GASOLINE EOUIPMENT, SALES, SERVICE AND CONSTRUCTION 	M E M B E 0. 

405 BORTOT • GALLUP, NM 87301 	 a P~' 
LicH54501 

	

	1 -800-223-7215  or  (505) 722-7259  •  Fax:  (505) 863-9960 	n~~ 

August 23, 2000 

RE: Type of Tanks at your Truck Center 

Jose Yadao 
F.A.T.C.O. 
PO Box 1090 
Whiteriver, AZ 85941 

Dear Jose, 

My best recollection your tanks are Eaton Metal STI-P3 tanks installed in late 1989. 
H&S Enterprises installed them and their records are not kept that far back and have been 
destroyed. 

Also, by your CP test that was preformed by Rocky Mountain Petroleum, the protection 
from those anodes is very much in place and working. 

I am also sending some literature on STI-P3 tanks. If I can be of any further help, please 
call. 

Sincerely, 

Burl Lambson 
Rocky Mountain Petroleum 

Enclosures (5) 
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~►EPA 	~ 	
Untled States 

r 	 Environmental Protection 
Washington. DC 20460 

Notification for Underground S 

Fonn Ap{ 
OMB No.205 1  

Tanks 
Name ,na Atldraes: 

❑ A. NEW FACILITY tJ B. AMENDED 	❑ C. CLOSURE 

"  Number of fanks 	_ Number of continuation sheels attached 
atfadlYy 

Pleasa  Wpe or orfrd in ink  Aho, be sure you have signatures m ink for sections 
VIII and XI. Compkta a nottlkaton tonn for each kxation containulg 
underground storsge taNm. If more than 5 tanks are owned at thia bxation, you 
may photocopy pagas 3lhrough 5 and use Mem for addBional tardLa. 

The pmnary purpose of Mb noftation pogram is to k>cete and evaWate 
undergrourxl sWnage tank syaEmna (USTs) that stom or have stored petroleum 
or hazardous substerkes. The infonnatkm you provide wal be besed on 
reasonably avaaable n>oords, or m the absenee of such reemds, your 
knowksdge or recolbqion. 

Federal law naqubes U9T ovmers to use thls notification form for all 
USTa storing regula0sd substances that are brought into use aker May 8, 
1986, or USTs in the ground as of May 8, 1986 that have stored regulated 
subsfances at any time since January 1, 1974. The informatlon 
requested Is repuired by Seetlon 9002 of the Resouree Conservation and 
Recovery Aot (RCRA), as amended. 

Who Must Notify9Sedion 9002 of RCRA, as amended, requires owners of 
USTs that store regulated aubstances (unkss exempted) to notiy designated 
State or kxal agendes of the exisfence of thec USTs. 'Ownef is detmed as: 

• In the case of an UST in use on November 8. 1984, or bmught into use after 
that date, any person who owns an UST used for storage, use, or d'spensing 
of regutated substances; or 

• In the case of an UST in use before November B. 1984, but no bnger in use 
on that date, any person who owned the UST immedfately before ils 
disoontinuation. 

Also, if Me State so lequkes, any facflity that has made any changes to facility 
infonnation or UST system status, must submB a notifintion form (ony 
amended infonnation needs to be inUxfed).  

What USTs Are Includad7An UST system is defined as any one or 
combination of tanks that (1) is used to contain an accumulation of regulatetl 
substanms, and (2) whose volume (induding oonnected undergmurid piping) fs 
10% or more bensath Me ground. ReguWted USTs stom petrokwm or 
hazallow substancea (see the follorving'What Substancm Are Covered). 

(Corporation, IndMiduel. Public Agency, or Other Enfity) 

Whi,te Motulta.in  Apaehe Ta.ibe 

Address 

210 E. WaPnu.t St. 
Wh.ite.tiveR, A+t.izona 	85941 
Nav¢jo 

State 	I  Zip Code 

Whi.t¢AiveR 	 I  Az. 	85941  

STATE USE ONLY,  
ID NUMBER:  

DATE RECENED:  

DATE ENTERED INTO COMPUTER: 

DATA ENTRY CLERK INITIALS: 

OWNER WAS CONTACTED TO CLARIFY RESPONSES, COMMENTS: 

What Tanks Are Excluded From Notifioation7 
• Tanks lemoved from the gmund betore Mey S. 1986; 
• Fartn or resklentiel tanks of 1,100 gatlons or less capar8y storirg rriotor h 

norKbrtmrerdal purposes;  
• Tanks storfrrg heatkg oil for use on the premism whela stored; 
• sepit tarft: 
• Pipelina fatllities (induding gathedng 6nes) regulated under the NaNral G 

Pipe6ne Safery Act of 1968, or the Hazardous L'puid Pipeltrre Safery Ad ( 
1979, or which s an imrastate pipetine facfliy regulaEed urder State taws: 

• Surfaoe Bnpoundments, pfb, ponds, or lagoons; 
• Stonn watu or waste water oo8ection systems: 
• Fkfwahrough proceas tanks; 
• Liqufd baps or assodated gathedng lines directly relafed to oA or gas proc 

and gatherirg operations: 
• Tanks on or above the fbor of undergrourW areas, suah as basements or 

tunnels; 
• Tanks with a rapacily of 110 galbns or less. 

What Substances Are Covered7The notifiption requiranrerds appy to L 
contafnning patroleum or oertafn harardous substances. Peholeum irxJudes 
gasoline, used oil, diesel fuel, cnlde od or any fractlon thereof whidr La fquic 
standard mnditiats of Osmperature and pressura (60 degreea Fahrenhed ar 
pountls per squam inoh alxsolute). Hazerdow substandes are tlnse fourld i 
SeUion 101 (14) of the Comprehensive Envuonmental Resporee, Compen ,. 
and LiabBily Act of 1980 (CERCLA), wfth the exception of those substance! 
regulated as hazanlous waste under Subtitle C of RCRA 

Where To Notity7Serld completed forms to: 

When To Notify7l. Owners of USTs in use or that have been taken out o 
operation after January 1, 1974, but still in the gmund, must notiy by May f 
2. Owners who bring USTs into use after May 8, 1986, must noGfy wilhm 3( 
of bdnging the UST into use. 3. B the State requires rwtdkation of eny 
amendments to facLty, send infonnation to State agerK.y inmedialey. 

Penaltles: Any owner who knowingy faila to notify or submits faLae informa 
shau be sut>ject to a dvB penaly not to exceed f11,000 for each tank for wt 
nopfication Ls not given or for which false infonnation is giuen. 

If repuved try State. give the geographic bcation of USis Iry degreea. minutes, ar 
saconds. Errample: LatioMe 42' 36' 1 Z• N. Longnude 65' 24' 17• W 

Letftuda 	 LonglWde 

Fedlity Name or Company Site Itlenlifbr, as applkable 

Foat Aparhe Tim6vt Company (FATCO) 

0 If atldresa is the same as in Secliorr I, rlfetlr the box and proCCed to secDon II 
If address is tliffarent, enter adtlress below: 

Street Addrnss  

dl FATCO Rd. 
Caroty Navaj o 

Phone Number (tntlutle Area Code) 	 Cly 	 State 	Zip Cotle 

1520) 338-4346 	Ext.315 	 I 	Wh.i,teAivPA 	 Az. 	85941 

EPA Form 7630-1 (Rev. 9•981 Ekecoenic and paoer versions arzeptaole. 
PIevlOue edla0ne may be esed while euPPlies last 



❑ Gas Station 

❑ Petmleum Distributor 

❑ Air Tazf (Aidine) 

❑ Aircr'aR Owner 

❑ Auto Oealership 

❑ Raitroed 

❑ Federal - Non-Mililary 

❑ Federal - MilAary 

Industnal 

❑ Contractor 

IJ Trucking/Transpon 

9 uGlities 

❑ Residential 

❑ Fann 

❑ Omer (Explain) _ 

EPA Unrtab States 

Environmental Protectlon 
Washington. DC 20460 

Fonn Appr 
OMB 140.2050 

Notification for 
	

Storage Tanks 

❑ Federel Govemmern 

❑ State Govemmem ❑ Commeroial 

❑ Loral Govemmem ❑ Private 

USTs are located on lartd within an Indian 
Reservation or on trust lands outside 
reservation boundaries. 

USTs are owned by a Native Amenran 
nation or tribe. 

Tnbe or Nation where USTS are lacated: 

r 

W"  n o,~u~+,~ A~ "V_ 
L 0;  Li~ 

Name: 	 Job T'Ne: 	 AddnO : 'i~ O 	 Phone Number (Intlude Area Cc 

~sb `~PdsO ~aT~ ~ O. ~ A 	 6
~~~ru~(~. 	

I-st0-33g 1" 3 

RESPONSIBILITY  

01 have met the ftnancial responsibility requirements (in accordance wHh 40 CFR Subpart H) by using the folknving meohanisms: 

Check AII that Apply 

❑ Se9lnsurance ❑ Guarantee ❑ State Funds 

❑ Commercial Insuranoe I  Surety Bond ❑ Trust Fund 

❑ Risk Retention Group ❑ Leher of Credit ❑ Other Method (describe here) 

❑ Local Govemment Finanoial Test ❑ Bond Rating Test 

I certify urlder pena9y of law that 1 have personally erzamined and am fami9ar with the information submiCad in Sedions I through XI of the notificaVon fortn and . 
attatlted documents, and that based on my inquiry of those individuats vnmedietely responsible for obtaining the infonnatbn, I belleve that the submitted iMorm: 
is true, accurate, and complate. 

Name and offidal title of owner or owner's I Signature 
author¢ed representative (Prim) 

Date Signed 

Paperwork Reduction Aat Notice 
EPAescmates public reporttng bumen for this fortn to average 30 minutes per response incWding tune for reviewing insvuctions, gathering and maintaining the data neetled and o 
antl reviewing the form. Send wmments regartling this burden estlmate to Director, OP, Regulatory Informauon Division (2137), U.S. Environmental Pmtection Agency, 401 
Washington D.C. 20460, marked'Ahention Desk Of9cer for EPA.' Thb fonn amenos the previous notification form as pnnted in 40 CFR Part 280. ApperWbe I. Previous edAc 
notl8ratlon form may be used  whib suppiies last. 

EPA Fonn 7530-1 (Rev. 9-98) Eleobonic antl paper versions ao:eptable. 	 Pag 
Previous editlons may b9 usad while supplies last 
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~~EPA 	 un~st~ 
Environmental Protection R,gl:ncy 

I 	F~,A~ 
oMBNO.2os 

Washington. DC 20480 

Notification for Underground Storage Tanks 

DESCRIPTION OF UNDERGROUND STORAGE TANKS (Coinple. 	g at this lo catii  

Tank Idenaption Number Tank No. 	1 	Tank No. —i~ 	Tank No. 	Tank No. _ Tank No. _. 

1. Sfatus of Tank(tltedr only one) 	Cunantly In Use ~' 
cEr 

~ ❑ ❑ 

Temporarily Ck>sed ❑ ❑ ❑ ❑ ❑ 

Pennanenty Cktsed ❑ ❑ ❑ ❑ ❑ 

2. Date of tmfallatlon(monthyear) 	 + 

1. Fstimated Total Capecity(gallons)  

4. Materfal of Constructlon(chedc a0 fhat apply) 

AsphaC Coated or Bare Steel ❑ ❑ ❑ ❑ ❑ 

Catnodicaly ProteGed Steel ❑ ❑ ❑ ❑ ❑ 

Coated antl Cathodiralty Protected Steel ❑ ❑ 

ComposGe (Steel Clad vrilh Fiberglass) ❑ ❑ ❑ ❑ ❑ 

Fiberglass Reinforced Plastie I ~❑ ❑ ❑ 	
i 

❑ ❑ 

Lined Interior ❑ ❑ ❑ 

Excavation Liner ❑ 

Double Walled ❑ ❑ ❑ ❑ ❑ 

Polyethylene Tank Jacket ❑ ❑ ❑ ❑ ❑ 

Conorete ❑ ❑ ❑ ❑ ❑ 

Unkno.vn ❑ ❑ ❑ ❑ ❑ 

If Other, please specify here 

❑ ❑ ❑ ❑ ❑ Chedc box rf tank has ever been ,epaired 

S. Piping Matarial (check all that apply) 	Bare Steel ❑ ❑ ❑ ❑ ❑ 

Galvan¢ed Steel ❑ ❑ ❑ ❑ ❑ 

Fibergtass Reinforced Plastic ~/ ©/ [R.~ ❑ ❑ 

Copper ❑ ❑ ❑ ❑ ❑ 

Cathodically Protected ❑ ❑ ❑ ❑ ❑ 

Double Walled ❑ ❑ ❑ ❑ ❑ 

Secondary Containment ❑ ❑ ❑ ❑ ❑ 

Unknown ❑ ❑ ❑ ❑ ❑ 

Other, please specify 

6. Piping Type 	'Safe' SuGbn (no vaNe at tank) ❑ ❑ ❑ ❑ ❑ 

(Check aB that appN) 	-U.S.' Sudion (valve at tank) ❑ ❑ ❑ ❑ ❑ 

Pressure y~ ~ ~ ❑ ❑ 

Gravity Feed ❑ ❑ ❑ ❑ ❑ 

Chetic box if pqing has ever been repaved ❑ ❑ ❑ ❑ ❑ 

EPA Fonn 7530-1 (Rev. 9-98)Efectronic and paper versions acceptable. 	 Pagr 

Prevqus eddions may txe used while supplies last. 



'iEPA 	 Environmentai Protection Agenc OMBNo.2O50 

Ah 	 `Nashington. DC 20480 

otifcation for Underground Storaevranks 3 

Tank Identifiration Number 	 I Tank No. J_ Tank No. Z_ Tank No. ~ 	~ Tank No. _ Tank No. — 

7. Substance Curtently Stored (or last 	Gasoline 

	

 stored In the case of closed tanks) 	 Diesel 

~~ 

I I 

❑ 	i 

I~ 	~ 

❑ 	~ 

~ '~ 

❑ 

❑ 

❑ 

❑ 

( Chedc all that apply) 	 Gasohol — i—t ~̀ 	i ❑ ❑ 

Ke osene = ❑ J 	j ❑ ❑ 

Heating Ol ❑ ❑ ❑ 	i ❑ ❑ 

USed oa ❑ ❑ ❑ 	i ❑ ❑ 

If Other, please specify hete 
................................................................................. .......................... 

❑ 

......................... 

❑ 

.......................... 

❑ 

.......................... 

❑ 

................. 

❑ Hazenfous Substanoe 

CERCIA name and/or 

CAS number 

..........................-... 	. MbdureofSubstances "I ❑ ❑ ❑ ❑ 

Please specify here I  

I I 
8. Release Detection(check all that apply) TANK PIPE TANK PIPE TANK PIPE TANK PIPE TANK 

Manual tank gauging i R" y u ❑ ❑ 

Tank tightness testing ~ Y~ ~ ❑ ❑ 

Invemory Control ~ r[~ Q~ ❑ ❑ 

Automatic tank gauging Le- ❑ Q' ❑ [✓' ❑ ❑ ❑ ❑ 

Vapor monitoring [,I ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 

Groundwater mon@oring ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 

Interstitial mon@oring != ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 

Automatic line leak detectors 5?~ C~ ❑ 

Line tightness testing (Y [✓]~ ❑ 

No release deteuion requked (such as some rypes of 
suction plping, emergency generator tanks or fiekl 

~I ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 

constructed tanks) 

Other method altowed by impk;menting agency ❑ ❑ ❑ ❑ ❑ 
(such as SIR) 

I Please specify other method hem 

9. Spill and Overfill Protection 

Overfill device installed ~ [~ [✓]~ ❑ ❑ 

Spill devioe installed ©~ tQ~ ~ ❑ ❑ 

EPA Fonn 7530-1 (Rev.9-98)Electronic and paperversions acaeptable. 	 Pag, 
Previous editions may be used while supplfes lest. 
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F -Epq 	Environmenta P otection Agency 	 oMeo205 
Waahington, DC 20460 	 . 

Notification for Underground Storage Tanks 

Tank Identifirvtion Number 	 I  Tank No. J Tank No. 	Z Tank No. 	S Tank No. _ Tank No. _ 

CLOSURE •- 

1. Closure or Change In senke  

Estimated dale the UST was last used for storing mgulated  I/II (4q56 //V uSE /4 ciS e-  
substances (monthldaylyear) 

Check txnc i( the is a change in service ❑ ❑ ❑ ❑ ❑ 

2. Tank Closure 

Est6nated date tank dosed (month/day/year) 

(dtedc all that apply bekrw) 

Tank was lemoved from ground ❑ ❑ ❑ ❑ ❑ 

Tank was tlosed in ground ❑ ❑ ❑ ❑ ❑ 

Tank filled with inen material ❑ ❑ ❑ ❑ L 

Desuibe the ined fill material here ~ 

3. Site Assessment 

Check box if the site assessmeM was completed ❑ ❑ ❑ ❑ ❑ 

Chetic box d evidence of a leak was deteded ❑ ❑ ❑ ❑ ❑ 

CERTIFICATION OF INSTALLATION • 	• D AFTER • 

Installer Of Tank And Piping Must Check All That Apply: .............. 	.....................'............................................. ......................... .......................... ........................... .......................... ............, .. 

Installer certifled by tank and pip'uig manufacturers f,y •ry ~ 	r~/ ❑ f— 
Lr_ 

Installer cenified or licensed by the implementing agency 

1~

R 

 L7ry  

L7ry  

L7~  ❑ 

Lr! 

Instatlatlon inspected by a regLstereo engineer 
I~ 

 

❑ 

Installafion inspected and approved by implementing agency 

L~~I U~ LJ 

 

❑ L❑— 

Manufacturers installation tltecklists have been completetl f7i ~ ~ ❑ ❑ 

Another method aaowed by State agency L❑7  ❑ ❑ ❑ CI 
If so, please specify here 

Signature of UST Installer Certifying Proper Installation of UST System 

R / L /-4m  
Signziture 	 ate Name 

Ou.,v6w. 	 aly Mmw7a,l,r  

Positbn 	 Company 

EPA Form 7530-1 (Rev. 9-98)Elactronio and paper versions acceptable. 	 Pa8 
Prevlous editlons may be used while suppties last 
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Notifiaation for 
	

Storage Tanks 

Aa Y-Y "°"10 s"dj0'dd*!53' NOT APPLICABLE 
	 STATE USE flNLY 

i C•J::.•,:q:a~~'.iL  ~ —...riilT.~ 

	

. . ... 	._. ~ .. ~ . 

A. NEW FACILITY I ❑ B. AMENDED . 	IW C. CLOSURE 

NumDer of tarllos I_ Number ol 
atfeeUAy 

Pkase  Noe or orkd In Y ~k. Akq W sas you hsv+aip ~eAUas In Ylk for 
sedlons vm ana lu~. cartqbu s notl(fcadan form for each k~ 

oonfaintrlg undergrolold storage tenb. If moro than 5 tenlm aro owrted al 
thia Weation. you may photocapy papes 3 Bvaqh 5 and ux Btem for 
adAitionaltanks. 

The primery purpose of Ws notllfcatbn program is to kiwte arW evaluete 
1nCerprmod stornpe tank systems (USTs) Mat ston or fms storoA 
petroleum or nazardous suMtances. The INatmetion you txorfde vM be 
based on reaeonabl/ availeble necarda, a In the s6senw of aueh rocoros, 
your qwvAetlge or reodleaUon. 

Faderal Isw taqutres UST owrers to uss Ads noUneaUon foren for a8 
USTs stortng regulateC substanoes tMt an brougM blto use aRar Msy 
11,1888, or USTs in fhe granW as of Wy t,1s86 thst hara atorad 
reguseted subshnees at any tlrtle shKS January t. 1974. Tbe 
Infomution requested ts required by Ssetfon 9002 of the Resotoea 
ConservaUon and Reoovery Aet (RCRA), as amnWed.  

Who Must Notlry? Seetion 9002 of RCRA, as smerdeE, requfroa ownns of 
USTs tltet stare rspufatea subsvnws (uNess efaerrlpteE) to notlfy 
Cssipnate0 Sfeh ar knsl apatcin af Ifu edsterlos of MeY USTe. •Owner 
b Oeflnetl as: 

• In tM eaae of en UST In use on Nowmber 8, 1984, or bmlglrt t!o uae 
a8er Mal Eate, alry pereon who orms an UST ussd for atarope, use, or 
dkpan'vq of ragulated suttstancs; or 

• In the ease of an UST in use baforo November 8, 1884, bN ro brger in 
use on that date, any person who o++rleC the UST 6nmedistely bafore its 
aisaontmuation. 

Aleo. If the State so'equires, arry fedllty thal hss made alry dlenpes to 
faefliry iMomlatkx+ or UST systam ststua, must submlt a nWBeatlon fonn 
(only emended tnfonnation naeds to be inelded). 

What USTs Are Ineludad? An UST system b de0ned as any one or 
nombination of tanks that (1) Is used to oonmin an aaumufa8on of 
regulatea aubstances, ana (2) whose voharo (hldWing aannected 
underground piping) is 10% or more Denes0l Ne grouno. RegulateE USTe 
stan pehoblmt oa hanrdaw substanlxs (sas ths faAOrvhlp'What 
Subslanoes Are Cowan. 

Nom• (Ca,paation. Ind'Mdual. POIk A9NWI.  or OOw EeCIM il'_ 3 

Add,ao 

I 3a4 •~ r'~ ~~,Y3 ~~ 

Cnt " 	 stm 	z4 ccee 

&9~,.7!,~ ,~.✓~~ 	 A z. g5` 
Plw,r NumWr (Incloea  Anr Cod•)  

~ 
YVhat Tanks An Esduded Fiom Notlllcatlon? 
• Tanb renwYed Bam tAe gnud befon Mey 8,1886; 
• Farm or reaitlentlel tanks of 1,100 pelbro or km eaps4y sENinp mata tud 

for narnarteneroal purposes 	 , 
• Tanks starinp laaTap oll for use on tne prenrisas vNen stasd; 
• Septic tattlo3; 
• PpeW* faeNtles (olehxdinp gs8lcinp Wbs) regutafed uMar the Nalurel Gn 

PkfaYrr Sefety Aat of / 888. a Or Naaroan LqWd PIpa81r Safety Ad of 
1978, or whkh Is an kltrastata pipaline fae8ily repulatsd under Sbite faws; 

• SuAeoe impaadmenb, PM+,  Pmft. or legoons; 
• Storm water or waste wabr odbctim syslems; 
• Flwo-through Proceas tanlm; 
• Liqtdd traps or assoeisteC gatlwkq &roa dtrecly nletad to oY or gas 

poduwtfon end getMerkq aPeretlons; 
• TWo an or abo`a the fbar of uftlerprouW aroes, sucA e 6uemanb or 

4erels; 
• Tanks vMh a oapadty of 110 ga0ona or kms. 

WMt Substanns Ane COvered? TAe notl8eetion requ6aments apqy to USTs 
casehYlp Petrdnan or xrtehl haardaa suMtaneee. Petrakum 6cldes 

~ aonGitloros~tdnperaRaa andapr~ (60 daprsea FaMuYteit~atd 
 at 

 
14.7 Paads Par aquera Yeh abaodRe). Nazardous sutaWnss ara tlnw •. 
found In SseBan 101 (14) of tlr C.amprd>e<qlre Erntrolrnarkal Responee. 
Campelroetlal and LISb01ty Aot of 1980 (CERCLA), wM tM efcoep8on of tlwss 
qAstarlus legLdmted as Mardaq weste Intler Suhtllle C of RCRA. 

YlBnre To No11fy? Send mmplated fartm to: 
U.S. Environmental Protection Agency 
Region 9 (WST-8) 
75 Havthorne Street 
San Francisco, CA 94105-3901 

Wben To Noflly? 1. Owners of USTs in use or Met Mva besn Wren out of 
operetlan aftar January 1. 1974, but still in the prounE, musl notlry by May 8, 
1388. 2 Ownew who brN USTs trKO use eRV May S. 1588, muat nollfy wiNfn 
30 Qays of brhq'up the UST 6rto use. 3. If tAe State ntqutres nafifta8on of any 
wrmWnmft to fedlily. sand IMOmlation to Stats agenq Mnetliatey. 

Pansltlas:141y owrer who knor,Anply faBs to notlfy or suDmb labe Ylfmnmtlon 
sheG be subject t,o a dv8 pmolly not to omeed 511,000 far asch taNc for Mrch 
notl8eaflon is nol gNan a for whkP falee Information Y piwL 

r pWnd M StaU. 7h+nr yeopnqib beetwn or UST. qr aevMs. mlmaes..na 
asea,es. EartqtM: tatllu0e 42• J8' 12• N. LciqGUds e5• 24 1T W 

11My Nen at Comparry Sb kWqNhr, e applka0le 

, t=oz>t- Apael,m T,~~ (  
e addras b tM wme s In Ssctcn I. elrek tlr bm and 
r.ean..s r amasa. «a.r wao wmv! 

Fil 
~m 

,JoCC/' •~ S~i' `77 71 	 I wlnl(~cIUCiC 	 s ~< i~s.~~•rf  

EPA Form 76ie-7 (ttev.11i8) Elswonic nW Po7r vwzkxm 8008PUt - 	 Pape 1, 
PrMioue e0itioro mry Ee ,seC vN,e• aWplNs Im 
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A  UNbe Sbtm Fam AppfWei 

\"~EPA Environmental Protection Agency OMB No2DSD.= 
WMipbn, DC 201aD 

Notirication for Underground Storage Tanks 

OF OWNER IV .  INDIAN. 

❑ F~~ ~ USTa aaa bated an lantl wpMn an IrWian 	. Tf>ba o( Nstfon where USTe am IoaRed: 
Reservatlm 	fist Imds a an 	 outsida 	A Pq G h e boundarfes. roervadon 

❑ State Gwrmfent ~ Camnerr,ial 
: 

❑ Loeal Gowmnent ❑ PAyate ~ a NafM Mfefiean 	❑ i  
Unetlaf tribe. 

• 

❑ Gas Smtlon ❑ RaHmaO 	 ❑ Tnfddnyirarapat 

❑ PeholnanDbbDular ❑ Faderal-Na►MYIdry 	 ❑ Utltltlea 

❑ Ak Tab (Atrltrro) ❑ Federal' MiOtery 	 ❑ RaaMerkiel 

❑ Ahaafl Owrw Ca LduatW 	 ❑ Fatm 

❑ Auto Deekrafdp ❑ Contraetor 	 ❑ OOmr (Elmlain) 

CONTACT PERSON • 

Narne: 	 + Jab Tftle: 	 Addresa: 	 Phaie Nunbar (6rJda Afaa Code): ~ P O. l3ox  109e 
JoSf✓ ~~►~ 	

I 
EnlvjROjMeA+4-*t tU1a.1A Az 09'il 	5,2 0 33R- '11931  eAe 

R[fSPONSIBILITY  

❑ I hva met Ihe ftrafndal resPwabEy 	(in aoror0enca wiM 40 CFR SUbpert N) bY u&q the fodowbV nmchwvsrrm: 

CMdc AB tlmt ApPly 

❑ Self Inawance ❑ Guarentee 	 ❑ Stete FurMs 

❑ Commeroml Irsfmnee ❑ Suety 9ond 	 ❑ Tnmt Funtl 

❑ Rlak ReteNfon Grary ❑ LeQer af Ctadit 	 ~ CMar MeViod (MCriW Mrc) 

❑ Local Gaiemment Fhmndal Test ❑ Bond Retlnp Teat 	 7—R i kA )  

• 	 • 

I wtlfy under peruMy of law tlmt I hsw pesafaly maMneO aM am faml0ar wph the'eHormetion suWniUed In Saellaro 1 throUgh XI of Ws notlNrution fam 
uW aa attaMcd doofmienb, and Umt beaed an rtry Inquby of 1Mae ndfvkhsb Mnetliatey ftawmtk for obhinirp 	InMmfetlon. I bafwh tld the 
aubmitted trAonmtlan ia true, aonaaL, tnd aampMe. 

Name antl ofritlN tltle of owmer or owneYa SlgnaCas Date Slpned 
eyportzee repreaardstivePrmq 

K,ci,n>C 	414~r+~q~a.~ D 

G'  u 	n 	e , 	•ka 	/9 	 ' 

Paperwofk Radaetion Ad Notln 
EPA esUmalm puWic nrpwting Earden for tAb farm to avsrape 30 minule per rwpona• mdWinp tun• for mAawiry trimuctinrs. p.lMr6ip uid mawftN6p e» Mb need•d •i 
compl•tinp W reviwmna am form. S•nd comnvant• r•gardinp Ihis burden eatinvl• to Dir•cta. OP. Repulatmy Wortnalion DN'nion (2177). U.S. Enraamn•nW Prolecrion Apawy, 4 
M Str•el. Wasliinglon D.C. 20460, markeC'Affentinn Deak OIGwr far EPA' TAis larm amsnda er prMas natAleatlan form m pmrted In 40 CFR Part 2E0. AppwM¢ I. PmNaqo •dlfb 
al Mis notifiwtion fartn moy E• u•sA whil• wppli•s loat. 

EPA Fertn 7630•1 (Rev.11i8) EkcYrnnic end pepm versinm 000epaEN. 	 P•q 2 e 
Previun eailions m•y Oe wed while wpplia mst. 



Environmental Protection Agenc, ~~EPA 	`~d ~°° 	~ ~ wal~•p.n, oc xo•w 

Notrtcation for Underground Storage Tanks 

DESC141PTION OF UNDERGROUND STORAGE  

Tank Identineatkn Number Tenk No.  Tank No. _ Tank No. _ Tenk No. _ TWc No. _ 

,. Statu: of TaNC (eAeck oNy ane) 	Cvrontly In Use ❑ ❑ ❑ ❑ ❑ 

Tenpon''q' cwsed ® ❑ ❑ ❑ ❑ 
Permanently Cbsw ❑ ❑ ❑ ❑ a 

2 Date oT Instagatbn (rtnrYhyear) I I ,V  K,,t 

3. EstYrrtadTofalCapacMy(gsbna)  

4. Material o1 C.oMWMiM (ehedc aR thst epply) 

AaphaO Coated or Bara Steel ❑ ❑ ❑ ❑ 

canbmea%PmWctae steel ❑ ❑ ❑ ❑ ❑ 

Coeted and Catlwdically Pmtected Steel ❑ ❑ ❑ ❑ ❑ 

CompoeMe (Sted Cled wMh Fbmgmas) ❑ ❑ ❑ ❑ ❑ 

Fbwgkm Ralnlorced Plastk; ❑ ❑ ❑ ❑ ❑ 

L'urod Interior ❑ ❑ ❑ ❑ ❑ 

6wavatbn Ww ❑ ❑ ❑ ❑ ❑ 

Doubl° W°Ibd 
❑ ❑ ❑ ❑ ❑ 

Payatnyar.T.nk.la" ❑ ❑ ❑ ❑ ❑ 

c«+nele ❑ ❑ ❑ ❑ ❑ 

Unwnowm ❑ ❑ ❑ ❑ ❑ 

H OtIMlr, Weesa apecth here 

❑ ❑ ❑ ❑ ❑ Cheok box If tank has aver been ropaired 

S. Piping Materlal (eheck all tDat apply) 	earo Sted ❑ ❑ ❑ ❑ 

GeNen¢ed Steel ~131  
❑ ❑ ❑ ❑ 

Fibergass RelnPorced PlaaOo ❑ ❑ ❑ ❑ ❑ 

Copper ❑ ❑ ❑ ❑ ❑ 

Catlndically Proteeted ❑ ❑ ❑ ❑ ❑ 

ooimle v✓aned ❑ ❑ ❑ ❑ ❑ 

sww,miy cwu,m^,en< ❑ ❑ ❑ ❑ ❑ 

u^know^ ❑ ❑ ❑ ❑ ❑ 

ODW, amue•Peedy 

S. Plping Type 	•Safe Suction (ro valve a1 tank) ❑ ❑ ❑ ❑ ❑ 

(Cheek a0 Nri apply) 	•U.s - Suctbn (veNe al teNc) ❑ ❑ ❑ ❑ ❑ 

Progue ❑ O ❑ ❑ ❑ 
GravriyFeW m ❑ ❑ ❑ ❑ 

Cheok box 11 ptpirg Ime ew Daen nePa6ed ❑ ❑ ❑ ❑ ❑ 

EPA Form 7630-1 (Rev. 11-981 Ekcironie and paper versians acuplsEk. 	 Page 3 c 
Previous editione may be umed whib auppliu lut 



E PA 	fEnvironment'slProtection Agenco 
va'AFO 

B NO2DSO-00 M 

WSWWIWM, DC 20460 

Naffication for Underground Stora e Tanks 

Tank kkrdfbooWn NLwnber Tarik No. — Tank No. — Tank No. — Tank No. Tank No. 

7. Subswim Cunently Stored (or last 	Gasabrie ❑ ❑ ❑ ❑ 
❑ 

iitored In the case of cbsed Unks) 	 DW" m ❑ ❑ ❑ 
❑ 

(Check afl that apply) 	 Gasohol ❑ ❑ ❑ ❑ ❑ 

Kwasom 
❑ ❑ ❑ ❑ ❑ 

Heattrq OR ❑ ❑ ❑ ❑ ❑ 

UNO ou ❑ 

ff ouw, 	speofy hwe 

:Et A--- ................... .. . 

El 
........................ 

❑ 

............................................................................................ 

MazardaLm Substance 
❑ 

CERCLArmwand/of 

CAS number 
........................ ........................................................ . 

Abdm Of Substar4as ❑ ❑ 1:1 ❑ ❑ 

Plmas spm* hwe 

S. Release Detfttion (check ag that appty) TANK PtPE TANK PIPE TANK PIPE TANK PIPE TANK PIPE 

LWwW tiLnk gaugoV 
❑ 

❑ ❑ 

Tank tightness testhv [:] ❑ 
❑ 

tmentory CM&W 
❑ ❑ ❑ ❑ ❑ 

ALrtaneeic tank gouging ❑ ❑ ❑ 

❑ 

❑ 

❑ 

V&W mcnftoft 
❑ ❑ ❑ ❑ ❑ ❑ ❑ 

Groundwatu "wndonng 
❑ ❑ ❑ ❑ ❑ 1-3 ❑ ❑ ❑ ❑ 

InMrstW mwdmvV 
❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 1:1 r—I 

Autoffuft bm Mak datectom ❑ ❑ ❑ 
❑ 1:1 

Lbw tightnm teOng ❑ ❑ ❑ ❑ 

❑ 

No release detectim mpW (wiCh 88 some "M Of 
auction piping, wnwgwwcy W=tmnks or field 

ad tanks) 

❑ ❑ 

❑ 1:1 ❑ ❑ 

❑ 1:1 ❑ 

❑ 

Other mediod afbvied by wowmnWV Wevy 
(such m SIR) 

❑ ❑ ❑ 13 ❑ 

NOAJ planespecriotherined 	hwe 

9. Spill and Overfill Protecdm 

OvwM dvvim WOULkd 
❑ 

❑ 
❑ 

SpiD device toWW ❑ ❑ 1  ❑ 

EPA Foffn 7630-1 (Rev. 11-98) EWCVwic and PaPof vertiorm acceptable. 
previous ediUons rrsay be umd WhOO WIPPI" lut 

Page 4 of 
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:.EPA 	
Unaeds,a~ 

~ 	 Environmental Protection Agency 
Fa~ "°"we.° 

OMS No2050 OO6t 
Wae7iBpton, DC 20460 

Notification for Underground Storage Tanks 

Tank IdentifKation Number Tardc No. _ Tank No. _ Tank No. ~ Tank No. _ Tank No. _ 

X. CLOSURE •• 

1. Cbsum or Change In Servfee 	 + 

Eaamated Qaaa ffta UST wa dst~~ ~✓r~)  ~  
Chadc bo:8 tlda is a dnnge bn senke ~T❑~~ ❑ 	 ❑ ❑ ❑ 

2 Tank Cbsura 

E•tirrnted dab mik Noaed (monOVday/year) 

~ 

(eAsdk a0 BM appy Delow) 

Tank waa nxnaed kom gnwnd ❑ O O ❑ ❑ 

 Tank v+as doeed h ground ❑ ❑ ❑ ❑ ❑ 

Tank 60ed wah triert materfai ❑ ❑ ❑ ❑ ❑ 

Daauibe the kmt 60 nnderial lkere 

3. S6eAssesaront 

Chxk Doz 8 an aite asaesament was mmplehd ❑ ❑ ❑ ❑ ❑ 

Chxk boz 8 evidenca of a kfak vas datectsd ❑ ❑ ❑ ❑ ❑ 

CERTIFICATION OF INSTALLATION • 	•• UST SYSTEMS INSTALLED AFTER r 

kWaller Of Tank And Piping Must Check AB That Apply: .._. __ . .................................................................... ......................... .......................... .......................... .......................... ....................... 

Irstallar eertilrod by Lnk uW pipinp manuJacACera ❑ ❑ ❑ ❑ ❑ 

In•fa0er xtti6ed or ❑ ❑ ❑ ❑ ❑ 

Inata6ation kspected Dy a rspsten:d enginaer ❑ ❑ ❑ ❑ ❑ 

InetaOaGon inspected and aPproved by impkmenting a0ency ❑ ❑ ❑ ❑ ❑ 

Manulaeturera trWalMion drtlefas M/a been complated ❑ ❑ ❑ ❑ ❑ 

Anather maMOd albwed Ey State a8•nLY 
N ao. pleaae speary here 

❑ ❑ ❑ ❑ ❑ 

Sipratum of UST 1rAWW Certlfytrng Proper trrueRation of UST System 

Signe6rte 	 Date 

Poaltlon 	 Company 

EPA Form 7610•1 (Rev.11-88) Ekxhonic and paper verniana aoxptaDle. 	 Page 5 of 
Prevbua eddions may be used while suppliss test 



~ a~~PA 	
UM~ ~ ea 	

—

~ .onn,~ 
~ 	 Environmental Protection Agency 	 oMe Nososaw 

. 	 weshington, oC 20460 	- 

I 	 — Notffication for Underground Storage Tanks 
, Stete Agenry Name and Address: NOT APPLICABLE 	 STATE USE ONLY 

TYPE 

~ 	

OF NOTIFICATION 

	
1:a ~=4-.nn 

MO COMPUTER: 

	 /-1Ss'-p ~1 °>:; :•.r :  

❑ A. NEW FACILITY I ❑ B. AMENDED 	ItC. CLOSURE 

	

 IfUSTR11CT1ntUS Aalfl fiFNFRAI IfUFrfRMATI[Vd 	 •• I ,I I I  

Pkaae type or nt In inlL Also, be sun you hava alpnahra kt kYc far 
eectlons Vill ar+a)fj. t;.ompbt• a notl8cation form for each beatlon 
comaining undergmund storage tanb. If more tnen S taNa ara owrbd at 
this location, you mey phatocopy papss 3 Ovough 5 and ux orom tor 
additiaml tanks. 

The prirrtary purpose of Nis rwtl(aation program b to bute and evaluale 
uMerground storage tank systems (USTs) tnat atan or fnve storsd 
petroleum or hazardous sututancea. Tha Monnation you prwide w18 be 
based on reasonabty svailable rsoards, or in tfr aosenoa ot auch ncords, 
your knowkdge or reaollection. 

Faderal law requires UST ownars to tasa thls noMllutlon form M all 
USTs storing regulated substenoes that an brought IMo usa affer May 
8. 1888, or USTs In tha gnwmd as of May 8, 1888 that have stored 
regutated substances at any tltrr since January 1, 1874. The 
Information requested ia required by SacUon 8002 of tJra Resouroa 
Conservation and Recovary Act (RCRA), as amentlad. 

who Must Notffy? Section 900Z of RCRA, as amended, reQufrm owners of 
USTs thet stors regutated substsrsxs (ursess exempted) to notlfy 
dasigrroted Stete or boal agencfes d fM c6starw of thalr USTs. •Owner 
is defuted as: 

• In the ease of an UST In uae on November S, 1984, or brought Mo use 
aRer tnat date, any pen•.on who owna an UST used for storage, use, or 
dispenaing of regutated substencas; or 

• In the case of an UST in usa befora November 8, 1984, bN no bnger in 
use on that date, any person who owned the UST 6runediatery before fts 
discontinuabon. 

A1so, ir the State so requires, any fadlity that has made any charpea to 
facility information or UST sypam status, must submil a nobficaaon form 
(onty amended informetion nsads to be'eroMided). 

What USTs Are InUuded? An UST syctem Is defined as any one or 
oombinatfon of tanks that (1) is used to oontam an aeeumutation of 
mgulated substances, and (2) wrwx rdume (irrJuding connec4ed 
underground piping) is 10% or more bensath tM ground. Regulated USTs 
aton pebnkum or h®rdow aaDstanoes (saa Br ro0orviuq'Wlut 
Substarxes Are Co~ . 

Owner Name (Corf+orwiion, trrdiridual. PuNic AqarcY. a. Obr ENay) 

fo,21- AA4cl1e. Tl .Kjrg a.u.  
StrM Addleas 	 , 	. 

1 3a4 ~ fC40 IZe331
~ 

SMa 	71F ccC• 

A -4r?5' 

MAnt Tanks Ara Eaeiuded From NotlBeatlon? 
. Tanlo ranored from tM ground befora May 8, 198t1; 
• Fartn or raaidential tanks of 1,100 gallons ar iess eapee8y atartq mo4or NN 

for nar>ccnvrbroml purpoaes; 	 . 
• Tanks storaq heaarq oU for use on the premiaea w4nra Oasd; 
• Septie tanks; . 
• Pbeikro faWlhes (ndudirp geCKrtrtg Ictes) regulated under ffa: Natural Caas 

PpaArr Safery Act of 1988, or the Hazaroous Liquld PipMine Safety Act of 
1879, or wllieh Is an tntrasrats pipNine fsdl3y regutatsd utdsr Strte t.wa; 

• Surfaw itnpourdmenb, pas. ponoq or tagoons; 
• Stortn water or wasta watsr oolbetion systems; 
• FkrvWoughprooesstanks; 
• Liquid tnps  or associated gaVnrfrq Ilnes diroc0y rabt•d to oil or gaa 

producLan erd geVxnrp operations; 	 . 
• TarYO oe or abova tlx 8oar of u+derground areo, wch as basemertb or 

6snels; 
• Tanks wl8f a capacity of 110 ga8ona or kss. 

What Subsunees Am Covered9 The nobfaation requirartems apply to USTs 
ooraaintr,g pavobum or oertain haardous substux:es. Petrobum Ineludes 
gasdcx, used oil, diesd fuN, crtWe oll or arry fraction tnereof which ls tiquid at 
atandard oondiuorts of temperabae and prwuse (60 degraes FatvaMek and 
14.7 Pou+ds par aquan tnoh aDadute). Haserdous uba>anoaa an Baw . 
fourd In SecSm 101 (14) of tha Comprehenslve Emirvrsrrrsal Reaporua, 
Compernacon and LiaDUlty Ac1 of 1980 (CERCIA), wilh tM axeeption of tfase 
sbstances regutated as haardous waste urWer SubBbe C of RCRA. 

YMtare To Notlfy? Send compktsd fonns to: 
U.S. Environmental Protection Agency 
Region 9 (NST-8) 
75 Havthorne Street 
San Francisco, CA 94105-3901 

When To Notlty? 1. Owners of USTs in ux or mrt Iwe bsan taken out of 
operation aRer January 1, 1974, but still m the ground, muat notify by May 8, 
1986. 2 Ownera who bring USTs into use aRer May B. 1988, must noti(y wflhin 
JO days of bringing the UST tnto use. 3. If tfx State npuvaa notifieation of any 
ameMments to fadltly, serW Iniortnation to State agenry srrrediately. 

ParWIMS: Any owtxr who larowirqy fails to notMy or sAmb fafse Itfomfalbn 
anaG be subjsct to a eMl penaM1y not to axeaW $11,000 for aaoh tank far wttich 
nob0ation is not gMn or for vfileh talse Infomtation Y gMn. 

a raOuirW by Slria. giva tlr aaograpnc kcvUOn ol UST. M  aeRws. nYnulw. aM 
a.mnes. EamWa:lataud• 42• 76 tr N. Lorqitud. a.5• 2f trw 

FaoGy Nanr or Comparry Saa IeentKw. s applic•W 

r addeaa 6 IM unr n in saetion I. Uwek tne am rra 
r addraq rs aAferant, arqr aaMwa b•lwr. 

Strwr ACdrao 

Pnon• Numo.r (Inolud. Am Coda) 	 Cay 	) 	 V 	 Blala 	2!p Cod• 
~'7/'•/— ~ 7 S'~ _ L/Q? I 	 ~ %.4/_.1_ o.... o 	 Q'7 I  rsroNi 

FSA Form 7670-1 (R.v. 1148) El.aronic and pap•r rarabn. acosµabM. 	 Pape 
Prevloua •drtioru mry be usM VMila supplle IaG. 
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UNbo SMr 
Environmental Proteetion Agency 

fOfln ADDr~ 

o""B "oaos°°°` 
Waluqlwr, oC 204W 

Nottrication for Underground Storage Tanks 

OF OWNER 	 Pl. INDIAN. 

❑ FaderN Ga~ermlent 	
USTs an beated on Inrd wlNln an Irdtan 	~„~5 : Tfbe q Natlon whsra USTs an IoeaLd: 
Resenaoon or an truat IerWs ouWae 	~f 	A Pq c ti e 

❑ Stata Govenrrrnt ~ Cotmwr~l 	~~ ~~. 	 ~ 

	

n 	: 
U 	

Dy s Na1M Mwiu 	❑ 

❑ 	Go~am 	❑ FMe Loeel 	nant 	yst 	 natlon or trlowns0 

O 

❑ Gas Statim 	 ❑ Ra&oad 	 ❑ TntdOr+pTmnspwt 

❑ Patrdeum DiauiWeor 	 ❑ Fedenl - NoM.Wlmry 	 ❑ UbCa 

❑ Air Tab (AY1Me) 	 ❑ Fe0arsl- MNhry 	 ❑ ReslOafdal 

❑ Akaart Owner 	 µ], OtiustrW 	 ❑ Farm 

❑ Auto Deabrsnlp 	 Cantractor 	 ❑ CKher (E)tpFain) 

- CONTACT PERSON e 

Name: 	 Job Tltls: 	 I AAdress: 	 P11m» NlanCer (lea•lAS Ares Cotle): Cion II R o 	104o 
J o S E 	

VL 
	~N vfen ~Mr~+~ t tUla d4f~ 	AZ 654Yr 	S~o - 338- K931 ~A loeye 

. 

❑ 1 fuve met tl1e financisl roapornlDLLtty nfqutraneflts (in aocorCarloa wit1110 CFR SuDpart H) by uatrq Vr toGOw61p fnsefvonisrns: 

CMck AII @1at Apply 

❑ Sett Ir~surance 	 ❑ Guarantee 	 ❑ Strte Funds 

❑ Cornrtwcial Insurarlee 	 ❑ Slrety Bond 	 ❑ Tnct FUntl 

❑ Riak Ratention Group 	 ❑ Lalter of CrW B 	 ~ OVw MaMW (clescanips hwo) 

❑ Loeal Gwemment Finaneial Tast 	 ❑ Bond Redrq Test  

O 	 a 

1 ceRify under penalty of dw tMt I haw peraorvlly amntlned and am fartYllar w1M tM informeNOn wDmitted In Secfiorb 1 Nroupn Xl of Wa rodBcatlon form 
ano all attached 6oambnb, ard tl1ri DmeC on my Inqury d Cfosa indNiCuals Yrrnedktey reNDonstie for o0dfnuq the Infomletlan, l 0efisre tlbt Ihs  
sucmineo lnfonnatlon is o1w, sxurate, md omnplete. 

Slprunaa Drte Spned N~arpn«e 	oKcial title o1 owna or ovmefs aand 

a K, c. ~.n D~WI~.~P✓f) ~o-~  

G u 	,o)  
Paperwork Reductlon AcQ Notice 

EPA eatinvtes puWie nporting Durden fa ttta form to arerape 20 minulr psr rrponss inoludinp ttrns fa bvisa+np 6rmveliors. gatnomq .nd makdaininp 1M dab newted s 
mmdetinp snd rener.inp tne torm. Send eommams nsgsrding Inis Durden Wimtle lo Dirselor, OP, Regulatory 6demution Divsion (2177). U.S. Enviwonmenbl Proleetim Aysn.y, - 
M Strssl. W asmnpton D.C. 2 W60, marlud'Mendon Desk Olfrcer for EPA' This form amends Ihe prsriaa noliffcatlon rortn n prmled In 40 CFR Pan 250, Appsndia l. Praviab edllic 
d tnis notRwation fonn meY a  used wttile supplir Yst. 

EPA Form 7630.7 (Rev. t tial Ebctronic and paper rersions .00eptaols. 
	 Pape 2 c 

Pre.+an saitions mty oe uaad wttile aupPlir lut. 
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.=.EPA 	
` t a'°am° 

Environmental Protection Ageney ~~~ 
Wwpon, oc xobo 

NotHication for Underground Storage Tenks 

DESCRIPTION OF UNDERGROUND STORAGE  

Tank Identlfk:etion Number Tank No. _ Tank No. _ TaNC No. _ TWc No.  y,_  Tank No. _ 

t. Startus of Tank (C»c1c arVy orr) 	Gnargty tn Use ❑ ❑ ❑ ❑ ❑ 

Tampaarlly Cbsed ® ❑ 	. ❑ ❑ ❑ 

Pwmanmtly  Cbw ❑ ❑ ❑ O O 

t DaU of 4utaWtlon (rtroroyysar) A) K,Jo 

7. Estimatad ToLI CapacMy (gaYOns) D Ot'tl 	~i a l 

4. MateAal of Constnxbon (ehedc sA bot appty) 

Asphert Coated or Bare Steel ~ ❑ ❑ ❑ ❑ 

c.n>oaw0y ProbcUa St.el ❑ ❑ ❑ o ❑ 

Coeted antl CatMCieaOy ProteUeO StsN ❑ ❑ ❑ ❑ ❑ 

CanpoeM(Steel. CledwINFlCargWS) ❑ ❑ ❑ 	. ❑ ❑ 

Fiberglus Ratnforce0 Plestic ❑ ❑ ❑ ❑ ❑ 

tmee incer;w ❑ ❑ O ❑ O 
Eravation uner ❑ ❑ ❑ ❑ ❑ 

oouele Welled ❑ ❑ O ❑ O 
Polyethy{ena Tank Jacket ❑ O O . ❑ O 

can«efe ❑ O ❑ ❑ ❑ 

Unknown ❑ ❑ ❑ ❑ ❑ 

tf OOror, plsasa spsotfy Ircre 

I  
~ 

CNsck box If hnk tina ever been repaired ❑ ❑ ( 	❑ ❑ ❑ 

6. Piping Materfal (cf.ack ail Mat appty) 	Bare Sted ~ ❑ ❑ ❑ ❑ 

GeNSn¢eC Sted ❑ ❑ ❑ ❑ ❑ 

FiDergtass Retriforced Pkestic ❑ ❑ ❑ ❑ ❑ 

C°ppe' 
❑ ❑ '❑ ❑ D 

Cattwdicaly Prdeobd ❑ ❑ ❑ ❑ ❑ 

DouDle WaOeC ❑ ❑ ❑ ❑ ❑ 

Sac«wery C«u"nmer" ❑ O ❑ O ❑ 
Lf^kam O ❑ ❑ ❑ ❑ 

~ 
S. Piping Type 	'Safe• Sucaon (no vaAe at tanli) ❑ ❑ ❑ ❑ ❑ 

(Ctxck ell tMt apPN) 	'U.S' Suction (vaAe at tank) ❑ . ❑ ❑ ❑ ❑ 

P'..'"e 
❑ ❑ ❑ ❑ O 

Gravlty Faed ❑ ❑ ❑ ❑ 

Ct»ck toz it pipng Ivss e.er oeen repakad ❑ ❑ ❑ ❑ ❑ 

EPA Fortn 7630•1 (Rev. 11.961 EkecVonic and paper versions axapSaWe. 
Prenous eoiUons may De used wtvla supplies ku. 

Page 3 



C. A. 

dc"OEPA Environmental Protection Agency 
om 

 
iii~2mo . -m 

Washmoon,  OC  2046D 

Notification for Underground Storage Tanks 

Tank kkwtfcfftion Numbu Tw* No. — Tar* No. — Tank No. _ Tank No. Tw* No. 

7.SubsUnce CuffwMy Stored (ot last 	Goachm 

	

stored In the can of closed tanks) 	Mesa! ❑ ❑ ❑ ❑ - 

ChOOK all eW SPPty) 	Gasohol 

KllrcOWW 

mwbv  ou 
Umd OR 

❑ 
F-I 
❑ 

❑ 
❑ 
❑ 

❑ 
❑ 
❑ 
❑  

❑ 
❑ 
❑ 
❑  

❑ 
❑ 
❑ 
❑ 

ff 00w. pftw spocffy hem 
................................................................................. 

.......... .. 77 ...... .. a..?  ;-W:  
.......... ........................ 

.......... 	
.... r  ....... 

❑ 

................... -----  

F-I 
...............  

❑ ❑  ❑ Kazardous Substmrioe 

CERCLAremeancVor 

CAS number 
....................... ......................................................... 

.......................... ........................ 
.......... . ......... . ......................... ....................... . 

kgftn of Subsbuwm ❑ ❑ ❑ F-I ❑ 
PWm specrty here 

8.Releasa Detecbon (cherk RD VW appry) TANK PIPE TANK PIPE TANK PIPE TANK PIPE TANK PIPE 

MwwW W* gaLjgvV ❑ ❑ 1-1 ❑ ❑ 
Tw* fJghtum testtng ❑ ❑ 13  ❑ 

btvwdory Cwybvi ❑  
❑ 1:1 

 ❑  ❑ 

Autwmft tank puging ❑ ❑ ❑ ❑ ❑ [:1 ❑ ❑ ❑ ❑ 
vapw mmdormg ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 

Growdwater monitoring ❑ ❑ ❑ ❑ 1:1 ❑ ❑ ❑ ❑ ❑ 

lrvterwttW monitoring ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 
Autonuft bm ibak detacWm ❑ ❑ ❑ El  ❑ 

Lkw tighrtries3 testing ❑  
El 

❑ 
13 

 ❑ 

No release detecbon requirW (uxh as swm tnm of 
sucUon pipirig, emergency generrw tanim or ftW ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 

awamicted tmnft) 

Mer rwnW allovood by implementing 
(guen :TR) ❑  1 

0  ❑ 

hi  0 ov Plea" spscrly oUw medwd hem 

S. Spill and Overfill Protecbon 

owofin deyce hsudw 

spiu devios Vtstam  ❑  ❑ 

EPA Form 7530•1 (Rev. 1148) EkcMft and papor vefsims OCCOM le. 
	 Pop 4 01 

Previous edrUons rnay be und while supplies last. 
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:. E PA 	

Un6ao Statss 	 Form Approv 

Environmental Protection Agency 	 OMB NO20500C 

waaninpton, oC 20460 

Notification for Underground Storage Tanks 

Tank IdenGtication NumUer Tank No. _ Tank No. _ Tank No. _ Tank No. _ Tank No. _ 

X. CLOSURE e• 

1. Cbsura or Change In Sarvke  

Eatlrnated date tAe UST waa Iat upo lor stortrp regulated  ~  
au~ncaa (momNdayhur) 

CAsek Ooa a ihs's a Wnpe fn aervke ❑ 	 ❑ ❑ ❑ ❑ 

2. Tank Closura 

Estirnated daU tink olaed (nwnUVdaylyear) 

~ 

(elreak atl Mat appy below) 

 Tank wn rcrroved trom gmurW ❑ ❑ ❑ ❑ ❑ 

TWc was eluad In grourW ❑ ❑ ❑ ❑ ❑ 

Tank NIW wiln inert mrterfal ❑ ❑ ❑ ❑ ❑ 

DescnDe tta'atert NI material Itere 

3. Slte Assesanent 

Cneck Doa 11 tAe eM asaesarnerd was complated ❑ ❑ ❑ ❑ ❑ 

Check oo: if evidenee o, a leak was dateQed ❑ ❑ ❑ ❑ ❑ 

XL CERTIFICATION OF INSTALLATION . 	 .. r AMR , 

......................... 
Mtstaller Of Tank And Piping Must Ctrock AII That Apply: 

_. . ................... ... .................................................... .................'...'.... ... .................... .. .'...'.................... ..................... 

Inamlkr xrVfled tr/ tank and piping manufacdners ❑ ❑ ❑ ❑ ❑ 

Inftaller xrtlfied a 6eeroed Dy tM Implernendng agency ❑ ❑ ❑ ❑ ❑ 

Inrtadation wnpected Dy a regstarod an0inear ❑ ❑ ❑ ❑ ❑ 

InCaOation inspected and appmved by implementing agency ~ ❑ ~ ❑ ❑ 

Manufacturera hsLlatlon dheddiata Raw baen compkted ❑ ❑ ❑ ❑ ❑ 

",IOtna' ^>ett'°dtf 
~as  ~Y r~ie : ❑ ❑ ❑ ❑ ❑ 

Signeture ol UST InstaAer Certifying Proqer trutalleEon of UST System 

Name 	 Signeture 	 Date 

Posltlon 	 Company 

EPA Form 7630•1 (Rev. 1146) Electronic and paper veraions accepteDk. 	 Page 5 c 
Previous edNons may be used wttile supplies last 



•A 	 Uniled States 	 Fonn Approved. 

~~/
~ PA 	Environmental Protection Agency. 	 OMe No.20 

Washington, DC 20460 	 w M 
Notiffcation for Underground Storage Tanks 

State Agency Name and Address: 	 STATE USE ONLY 
ID NUMBER: 	M 	 3 3 
DATE RECEIVED: 

em I  e 	 e 	 DATE ENTERED INTO COMPUTER:  

DATA ENTRY CLERK INITIALS: 	/ 	-  
❑ A. NEW FACILITY 	8. AMENDED 	❑ C. CLOSURE 	 ✓L~iti4 

_ Number of tanksI_ Number of continuation sheeffi a0eched 
at facflity 

Please type or orint in ink. Also, be sure you have signatures in ink for sections 
VIII and XI. Complele a not'fiication tonn foreach location Containing 
underground storage tanks. If more than 5 tanks are owned at this kxxtion, you 
may photocopy pages 3 through 5 and use them for add@ional tanks. 

The primary purpose of thls notifimtlon program is to bcate and evaluate 
undelground storage tank systems (USTs) that store or have stored petmkeum 
or hazanious substantes. The infonnalkrn you provide will be based on 
reasonabty available nnbrds, or in the absenoe of such reoords, your 
knowledge or recollection. 

Federal taw requires UST ovvnera to use th(e notifioaUon form for all 
USTs storing regulated substances that are brought into use after May 8, 
1986, or USTs In the ground as of May B, 1986 that have stored regulated 
substances at any time slnce January 1, 1974. The lnfonnation 
requested Is required by Section 9002 of the Resource Conservation and 
Recovery Act (RCRA), as amended. 

Who Must Notlfy?Section 9002 of RCRA, as amended, requlres ownels of 
USTs that store regulated substances (unless exempted) to notify designated 
State or kfcal agendes of the existence of their USTs.'Owner is defined as: 

• In the case of an UST in use on November 8, 1984, or brought into use a8er 
that date, any person who owns an UST used for storage, use, or dispensing 
of regutated substances; or - . 

• In the aase of an UST in use before November 8, 1984, but no longer in use 
on that date, any pelson who owned the UST immediately before its 
disoontinuation. 

Also, it the State so requires, any fadliry that has made any changes to factlfly 
infonnation or UST system status, must submit a notification form (only 
amended information needs to be induded). 

What USTe Are Includad?An UST system is defined as any one or 
combination of tanks that (1) is used to contain an eccumulation of regulated 
substances, and (2) whose volume (including connected undergrourW piping) is 
10 ĥ or more beneath the ground. Regulated USTs store petroleum or 
hazardous substances (see the folknving'What Substances Are Covetedl. 

Name (Corpwation, Individual, Public Ageney, or Other Entity) 

Wh.i.te Ilounta.in  Apaehe T-tibe 

210 E. Wa,fnu.t S.t. 
Wh.i.tvAtveit, AAtzona 	85941 
NO'.vQ.jo 

Chy 	 ' 	 State 	I  Zip Code 

Wh.i,teAtveR 	 I  Az. 	85941  

WAS CONTACTED TO CLARIFY RESPONSES. COMMENTS: 

What Tanks Are Excluded From Notification? 
• Tanks removed from the gmund before May 8, 1986; 
• Farm or residenlial tanks of 1,100 gallons or less capadty stodng motor fuel for 

noncommercial purposes; 
• Tanks stodng hea6ng oil for use on the premises where stored; 
• Septio tanks; 
• Pipeline fadlities (including gathering lines) regulated under the Natural Gas 

PipeMe Safety Act of 1968, or the Hazardous L'pukl Pipeline Safety Act of 
1979, or which is an intrastate pipeline facility regulated under State laws; 

• Sudace impoundments, pils, ponds, or lagoons; 
• Storm water or waste water collection systems; 
• Fkrw-through prooess tanks; 	 - 
• Liquid traps or associated gathering lines directly releted to og or gas produdion 

and gathering operations; 
• Tanks on or above the floor of underground areas, such as basements or 

tunnels; 
• Tanks w8h a capacity of 110 galkms or less. 

W hat Substances Are Covered?The notiFioation requirements apply to USTs 
containing petroteum or denain hazardous substances. Petloleum inGudes 
gasoline, used oil, diesel fuel, crude og or any fmdion thensaf which is ipuid at 
standard condibons of temperature and pressure (60 degrees Fahrenheit and 14.7 
pounds per square inch absolute). Hazardous substances are those found in 
Sed'an 101 (14) of the Comprehensive Environmental Response, Compensation 
and UabilGy Act of 1980 (CERCLA), with the exaeption of those substanoes 
regulated as hazardous waste under Subtitle C of RCRA. 

Where To Notify?Send completed folms to 

W hen To Notify? 1. Owners of USTs in use or that have been taken out of 
operation after January 1, 1974, but still in lhe ground, must notify by May 8, 1986 
2. Owners who bring USTs into use after May 8, 1986, must notify wkhin 30 days 
of bdnging the UST into use. 3. If the State requires notifiCafion of any 
amertdments to facitity, serld'mfonnation to State agency immediately. 

Penaltles: Any owner who knowingly fails to notify or submits faLae infonnatfon 
shah be subject to a dvil penalty not to exaeed $11,000 for eacA tank for which 
notificetion is not gtven or for which false infonnation is given. 

If required by State, give the geographic  kwation of USTs by degrees, minutes, and 
seoonds. Erample: Latltude 47 36' 12' N, LonglWde B5• 24' 17" W 

Latnuda 	Lorgkude 

Fadlity Name or Company Site IdenBfier, as appliceble 

Foat Apaehe T.imbea Company (FATC0) 

Q If address is the seme as in Secaon 1, eheck 1he box and prooeed to sec8on 111. 
If address is dltferen; enter address bebw: 

Street Address 1' ', 0 i? C~ . 
91 FATCO_Rd.r:.-'__ 	S:--:` 

Co„nn, Nava10 

Phone Number (Indude Area Code) 	 City 	 State 	Zip Cotle 
(520) 338-4346 	Ext.315 	I 	Wh.i.teA4vert 	Az. 	85941 

EPA Form 7539-1 (Rev. 9-98) Ekeotronic and paper versions acceptable. 	 Page 1 of 5 
Previous etlitlons may be used while supplies last 



• 	
~ 

. .. . 	: 	: 

, 	 - 	` ~ t 	.Y. 
	r 	. 	_ j' 	 ~ • 	, 	~ 

.- 	. 	. 	. 	

1 

. 	' 	. , . 	^, 
~~~~,: . 

. ~ 



0 	 0 
Unftd S~>es Fa m A~roved. 

.~~EPA Environmental Protection Agency OMBNO.2050-0068 

- Washington, DC 20460 

Notification for Underground Storage Tanks 

OF OWNER IV. INDIAN• 

USTs are located on land within an Indian 	 Tnbe or Nation where USTs are bcated: 
❑ Federal Govemmem Reservation or on trust lands outside 

reservation boundaries.  
❑ State Govemme M ❑ Commercial  

❑ Local GovemmeM ❑ Private 
USTs are owned by a Native American 
nation or tribe.  

• 

❑ Gas Station ❑ Raitroad 	 2Truckinglrransporl 

❑ PetroleumD'Istnbutor ❑ Federal - Non-Mifilary 	 9 UGlilies 

❑ Air Taxi (Aidine) ❑ Federal - MiliFary 	 ❑ Residential 

❑ Airuaft Owner Industfial 	 ❑ Faen 

❑ Auto Dealership ❑ Contrador 	 ❑ Other (Fxplain) 

CONTACT PERSON • 

Name: J  Job TiNe: 	 Address: 	 Phone Number (Indude Area Code): 

~5~ IA~sO I-520-33FS ~31 F-A.T.tO. Vt"Ar 	~~'r~ us~- 
e  

01 have mel the financial nesponsibility requirements (in accordance with 40 CFR Subpart H) by using the following mechanisms: 

Chedc AII that AppN 

❑ Self Insurance ❑ Guaramee 	 ❑ State Funds 

❑ Commercial Insurenoe ❑ Surety Bond 	 ❑ Tlust Fund 

❑ Risk Retention Gmup ❑ Letter of Credll 	 ❑ Other Method (describe here) 

❑ Local Govemment Finanaal Test ❑ Bond Rating Test 

• 	. r . 	. sign after completing • 	 . 	 . 

I certify under penalty of law that 1 have personally examined and am famitiar w11h the Intortnation submdted in Sedions I through XI of this notification fbrm and ag 
attached documents, and that based on my inquiry of those irulividuals immmedietely nesponslble for obtaining the iMOnnatlon, I begeve that the submiCed infonnation 
is true, accurate, and oomplete. 

Name and otficial t81e of owner or owner's Sgnature Date Signed 
author¢ed representative (Pfint) 

Paperwork Reductlon Act Notice 
EPA estimates publk reporting burden for this form to averege 30 minutea per responae Including Ome for revlewing Instructions, gathedng and malntaining the data needed antl completln 
and reviewing the form. Send mmments regartling this burden estimate to Director, OP, Regulatory Information Division (2137), U.S. Environmental Protection Agency. 401 M Sbee 
Washington D.C. 20480, marketl'Aaention Desk Offwer for EPA.' TTis fortn amends the previous nofi0cation farm as printed in 40 CFR Part 280, Appenda 1. Previous editions of th 
no00ration form may be used wAile supplfes last. 

EPA Form 7530•1 (Rev. 948) Elearonic and paper versions acceptable. 	 Page 2 of 5 
Previous editbns may be used while supplies last 
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:.EPA 	
un~S~le• 

~' 	 Environmental Protection Agency 
F~,App~d. 

OM9NO.2050-0068 

Washingten, DC 20/60 

Notification for Underground Storage Tanks 

DESCRIPTION OF UNDERGROUND STORAGE TANKS (Coinplete. d p i pitig . 	. 

Tenk Identlhcation Number Tank No. 	1 Tank No. Tank No. 3_ Tank No. _ Tank No. _ 

1. Status of Tank(chedc only one) 	Currenty In Use 2/ 
[Er 

o- ❑ ❑ 

Temporariy Cbsed ❑ ❑ ❑ ❑ ❑ 

Pennanently Cbsed ❑ ❑ ❑ ❑ ❑ 

2. Date of Installatlon(monthlyear) 

3. Estlmated Total Capacity(galbns)  

4. Material of Construction(ehedc all that apply) 

Aspha4 Coated or Bare Steel ❑ ❑ ❑ ❑ ❑ 

Cathodically Protected Steel ❑ ❑ ❑ ❑ ❑ 

Coated and Cathodiplly Protecled Steel ~ ~/ ~ ❑ ❑ 

Composite (Steel Clad with Fiberglass) ❑ ❑ ❑ ❑ ❑ 

Fiberglass Reinforoed Plastic ❑ ❑ ❑ ❑ ❑ 

Lined Interior ❑ ❑ ❑ ❑ ❑ 

Eceavation Uner ❑ ❑ ❑ ❑ ❑ 

Double Watled ❑ ❑ ❑ ❑ ❑ 

Poyefhylene Tank Jadcet ❑ ❑ ❑ ❑ ❑ 

Concrete ❑ ❑ ❑ ❑ ❑ 

Unknown ❑ ❑ ❑ ❑ ❑ 

If Olher, please specify here 

❑ ❑ ❑ ❑ ❑ Chedc box it tank has ever been iepaired 

5. Piping Materlal (eheek all that apply) 	Bare Steel ❑ ❑ ❑ ❑ ❑ 

Galvan¢ed Steel ❑ ❑ ❑ ❑ ❑ 

Fiberglass Reinforeed Plastic 0-~ ❑ ❑ 

Copper ❑ ❑ ❑ ❑ ❑ 

Cathodicaly Protected ❑ ❑ ❑ ❑ ❑ 

Double Walled ❑ ❑ ❑ ❑ ❑ 

Seoondary ContainmeM ❑ ❑ ❑ ❑ ❑ 

Unkno+vn ❑ ❑ ❑ ❑ ❑ 

Other, please speciy 

8. Piping Type 	'Safe° Sud:ion (no valve al tank) ❑ ❑ ❑ ❑ ❑ 

(Chedc all that apply) 	'U.S.' Sudion (valve at tank) ❑ ❑ ❑ ❑ ❑ 

Pressure 
P~ R~' 

 R~ ❑ ❑ 

Grawty Feed ❑ ❑ ❑ ❑ ❑ 

Chedc box 'rf pipimJ has ever been repaked ❑ ❑ ❑ ❑ ❑ 

EPA Fortn 7510.1 (Rev. 9-98)EleGronfc and paper veisions acceptable. 	 Page 3 of 5 
Previous editions may be uaed while suppfies last. 



0 	• 
A 	 Uniled Stetes 

~~EPA 	Environmental Protection Agency 
Fortn Apprwed. 

OMB No.20r 0088 

Washington, DC 20460 

Notification for Underground Storage Tanks 

Tank Identfica8on Number Tank No. J— Tank No. Z_ Tank No. ~ Tank No. — Tank No. _ 

7. Substance Currently Stored (or last 	Gasoline 

stored In the case of closed tanks) 	 Diesel 

❑  ~ ~ ❑ ❑ 

( Check all that apply) 	 Gasohol ❑ ❑ ❑ ❑ ❑ 

Kemsene ❑ ❑ ❑ ❑ ❑ 

Heating Og ❑ ❑ ❑ ❑ ❑ 

USed Oil ❑  ❑ ❑ ❑ ❑  

If Other, pktase specify here 
................................................................................. .......................... 

❑ 

......................... 

❑ 

.......................... 

❑ 

.......................... 

❑ 

.......................... 

❑ Hazardous Substance 

CERCLA name and/or 

CAS number 
................................................................................. .......................... ......................... .......................... .......................... .......................... 

Moduie of Substances ❑ ❑ ❑ ❑ ❑ 

Please specffy here 

8. Release Deteation(check all that apply) TANK PIPE TANK PIPE TANK PIPE TANK PIPE TANK PIPE 

Manual tank gauging [Y]' [g' Er ❑ ❑ 

Tank tightness testing E' [Er r[r ❑ ❑ 

Inventory Comml R,  R~ Qi ❑ ❑ 

Automatictankgauging M- ❑ ❑r' ❑ [✓]~ ❑ ❑ ❑ ❑ ❑ 

vapor mon3oring ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 

Groundwater monitoring ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 

Interatitial monitoring ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 

Automatic Ilne leak detedois IE [1]~ ❑ ❑ 

Line tightness lesting ❑ ❑ 

NO release deted'an required (such as some types of 
suction piping, emergency generator tanks or fiekl 

❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ ❑ 

construaed tanks) 

Other method alkrNed by implementing agenq ❑ ❑ ❑ ❑ ❑ 
(such as SIR) 

Please spedfy other method here 

9. Splll and Overfill Protection 

Overfill device Installed ~ [~ [~ ❑ ❑ 

Spill devi0e instalkid 0~ [Y~ ~ ❑ ❑ 

EPA Fonn 7530-1 (Rev. 9-98)Elecbonlcc and paper versions acceptable. 	 Page 4 of 5 
Previous editions may be used whde supplies last. 
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. E PA 	

United Sfatas 
Environmental Protection Agency 

Form Appmvad. 
oMe No.20504Xosa 

Washington, DC 20480 

Notification for Underground Storage Tanks 

Tank Identification Number 	 I  Tank No. 	L  Tank No. 	z Tank No. 	S Tank No. _ Tank No. _ 

X. CLOSURE •' 

1. Closure or Change In Servlee ~ 
r ~ 

Estimated date the UST was last used for storing 2guWted  //II u-56 /N u$E /4 k5 e  
substanoes (month/dayyear) 

Check box d this is a ohange in seroice ❑ ❑ ❑ ❑ ❑ 

2. Tank Closure 

Estimated date tank Gosed (month/day/year) 

(chedc all that apply below) 

Tank was removed from ground ❑ ❑ ❑ ❑ ❑ 

Tank was cbsed in ground ❑ ❑ ❑ ❑ ❑ 

Tank filled wilh inerl matedal ❑ ❑ ❑ ❑ ❑ 

DescnDe the inert fill material here 

3. SlteAssessment 

Chedc box'rfthe s@e assessment was completed ❑ ❑ ❑ ❑ ❑ 

Chedc box d evidenoe of a leak was detected ❑ ❑ ❑ ❑ ❑ 

CERTIFICATION OF INSTALLATION • 	 •' UST SYSTEMS INSTALLED AFTER s 

Installer Of Tank And Piping Must Check AII That Apply: 
......................................... ................................... ......................... .......................... .......................... .......................... .......................... 

Installer certified by tank and piping manufadurers r-,y ,ry r-~/ ❑ ❑ 

Installer ceNfied or licensed by the implementing agency 

l~ry  LJry  L~1~ 

 ❑ 

❑ 

Installation Inspeded by a registered engineer 

❑ ❑ 

Installa0on Inspected and approved by implementing agency 
L~
r—.y ry ❑ ❑ 

Manufacturer's installation checklists have been compteted 

LJ~ ~ LJ~ ❑ ❑ 

Another methodlf please specifayeher~e so ❑ ❑ ❑ ❑ ❑ 

~W:4  ~ 

Signature of UST Installer Certifying Proper Instaflation of UST Syslem 

I L LA.m lWA/ 	 G-!o - 9 9  
ata ame gnature 

bwni~ 	

.26c k-i  M04w7r4 'lt ~a:,ao/,~N»•- 

Position 	 Company 

EPA Form 7530-1 (Rev. 9-98)Elechonic and paper versions aooeptable. 	 Page 5 of 5 
Previous edi6ons may be used whfle supplies last 
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NotlficaUon for Underground Mrege Tanks 
	

MW STATE USE ONLY 

- 

	 m NUMBER Gt1111/>Z- 	,1  

I 	 TYPE OF NOTIFICATK)N 	 ~ 

cl A NEW FACILITY 	❑ B. AMENDED 	❑ C. CLOSURE 

?v No. of tanks at tacility -- L No. o1 continuation shaets attadted 

WSTRUCTK)NS 

DATE RECENED 

A. Date Errtered Into Computer 
B. Data Errtry Clerk Inaials 
C. Owner Was Contacted to 

Clarify Responses. Comments 

t 

Pkase  tvoe or orirn in ink  all Ftems except'signature' in satxion V. This form 
must be eompleted tor each bcation oontaining undelglound storage tanks. B 
more than five (5) tanks are owned at lhis loeation, photocopy the folbwing ) 
sheets, and staple corltinuation sheets to the fonn. 

Notnloatlon b eaqWrad br Fadnal lw fer ae tmdnprewrd tanta tlut 
haw oaan uaad to don raqutsted tolpulpa ahroa.lalnmy 1, 1074. tIM 
an In tlr eround u of Ilay S. 1 W!, er tIW an IreupM 6do uaa dW Yay 9, 
1285. Tha Intomutlon npurtad Is rapuead bY saeflan e002 af tlla Raaevn 
Conrrratlon and Raeovary Ael, (nCRA), s aarrdad. 

TM pnrnary purpoaa ot alb ro'ofioaaon proprarn ia to bub and wahute 
undarpn+und fenks Ihat smre or haM s®rad Pa7daum or nmrdoua Nlbafanns. 
h is emaped Cut ore intormaion you Prarida a01 be bated on raaaawtJty 
awftNe rewrde, or m tPe aoaenoe ol turi nmNs, your knowlad(p, beliel, or 
raowaction. 	 , 

Wllo Yu.f Notlfy9 Semon 9002 ol RCRA. aa amartlad, raqucas tlW. vYaas 
eumoud, owners ol untlarground anlu out ainra raprAaqd "stanoa muat . 
rotily aaaignand Stau a boal aeeroaa ot t!r aristemx of ttrir oWU. Ownar 
maans— 

a) in ttr r•ata of an unasrpraurd talupa tank in uaa on ►bvarnoar S. 1e84, or 
Erwpnt inm use aMr OW dau, any paraon whe owns an lmdargraatl sorage 
unk wad lor ohe storape, wa. ar diapwairp ol rapidatetl tututanms, and 

e) in vw raaa of any uMarground amrapa mrk n ur trlon NoMmber S. 
1e64. Oul ro longer ia uw on pul data, arry panon rMro ownad suCl tonk 
imnwdiatey before tne ditoonunuamn ol ita uae. 

ol it the Stale aeancy so raydrea, anr tadliry om nas urldergona any Mengas 
o fatlhly mtomlaoon or ®M systam statin (any amended tank vdarmaeon naWs 
m ea intlutlad). 

What Tanb An lneluded4 UndarpiouM sroraga mlk is dermed as any one 
or COmDlnaoon ot tanMS ouu (1) is uasd tG ooniain an aCClnnulatlen of'tsgYlatad 
autuoanoea' and (2) nmosa vdums (inoudUp arinemd unaetproupW pipng) ia 
10% or more Wneat1101e tlround.  Soma aampin are unoa/grouna onka sonlp: 
1. Gasolina, ussd od. a dissal W. end i induseial adventa, pastiodn, 
harbiCdas orlumiparns. 	 ' 

Wlut TanMs An E:eludad9 Tanks rannvad fiom Ola ground w not auEpa 
0o noutiraoon. Oorr tanks esouded han noonaoon are: 

1. farm or rasidantlat [anMa ol 1,100 palbro or Naa eapaery utad for smroq 
motor IuN for ronoommareul puoosas: 

2 mniu used fer stonnp neavng oil lor oorouMtiw uae on tna pramuae 
wnxe anxsa: 

d. pipalirr faalClaa grftxlllp ga>nrirq Iara) wgWttad lardar tNa liaotral Ga: 
PfpatrN SaMtr Aol ot 7t16a. W 11M 1/a2anlaua lipldd PWhna S/My Aet 011979. Or 
ohior Ia an inaums pOalina taditY reWlmd under Sme laws: 

i turhoe lnpmoqrtrno, pid. Ponds. ar lagooru:  
0.  aroml.mr  or.ana wmr odlaemn afMqma: 

E. liqlud trspa or wadmd ga0nrrn0 6na+ dnaeCt' rslatad to au or gat 	. 
poduotion and eaErwne oparatons: 	 . 

0. amrage tanlu siwaned Yl an undwpmund ana (Nre>, as a twaa+nanl. otar. 
rtirraarkiq. oNh. ttuh, ar almal) M tlr staapa tank u tiwan upon or ai6ow iM 
tuAto ot tlr Iloar. 

What euhLneaa 4e l:oswadT Tha mofimtlon raminnenn appM m uMw 
plourk amrapa mdu that onrltoin rapldand autumlcaL Tltia ieWOaa any 
amamloa daferd o Imtardap in tamon 101 (tq ol fM ConlorMrnaiw 
FmiranrnW Raapan+a. Compaelaamn and LiaLilnp Ae~ ol tO60 (CERCLA), a'io+ 
fM amaPOan of Ecr alIDStavrota nWMW as ha2udaa wasu under Su6title C of 
RCRA. h alao .duoas panolaun. e-0..  clude 00 or ory traeoal ttrraol aRiirll is 
fquid al atandwo mrditiers ot tamparanaa and prasaura (80 dagnea fNrarorit 
aro 14.7  palPlds paf apllafa InCI aWOWIa). 

Wlrra Te GIO1Ny7 Sand oomplatad fama to: 	 . 

Whn To tletltY! 1.Ownxa ol undarprrnmtl smraga ona in use or Cat Iraw 
Eaan takan oYl ol oparatlan atW .bnuCy 1, 1e74, tful aEO CI tlla praund. InuK rEtlh 
by Mey S. 1e88. 2 Orrwn amo ormg undmOrauld amrage tantu elID uaa dw 1Aay 
B.1 YBB. must rotily amh@1 SO drys of Wing'ulg tlla tvW irm we. 7, ff tM Stm 
ralpurn notllirauon a ary anlaMmane to taoliry aerd iPoOrmauon to Stm aganry 
ummediatalf'. 	.  

PananNa: Any earnrwho knerqtely talb to notlfy er aulanMa laha 
Infanntlan ahatl Ee au0laet to a eMll panalt ► net to neaad I110A00 tor reh 
tant for arhlNl nalmeaoan b Not eNan ar lor srhid+ hba Ytlarnyam b 
aubntllad. 

I 	 I.OWNERSHIP OF TANK(S) 	 II. LOCATK)N OF TANK(S) 
aNew..dwsm.. oM.u. ~o~ni~ nmoadmwaraw~ eaa+~.w..00ru.. 
Ennalw l6 t2, 70. 12 N lan0. e3, 2A, 17W 

Owrr Nans ICnPOnim.  inOnleW. PLLtffc npsrc.y. a Qlrr EaMI 
White Mountain Apache Tribe 

su.n Anarass 

p_n_ nnv 7nn  

Whiteriver, 	AZ 	85941 

Wurq 

NurrowlinickWe AraiCadel  

Latitude 	 Longitude 

n sera as etalar 1, na1t 00• IMn ❑ 1 

Faotry Nqr.a Comoq Sb tlwatlr, eapcMs 

Ft- Annr•ho Timhor fn  
f{vaM ~eaiss IPA. em na aoapaool 
FATCO Rd. P.O. Box 1090 

Whiteriver, Arizona 85941 
one 

Page 1 
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IIL TYPE OF OWNER MDIAN LANDS 	

• Tanks are bwted an land within 	Indian 	Tribe or Nation: 
❑ 	Federal Govemment 	❑ Commen.ial Reservation or on other tniat lands. 	 wHITE MOUNTAIN  
❑ 	State Govemmerrt 	❑ Private 
® 	

Looal Govemment 
Tanks are Owned by native ATefiean 	 I APACHE TRIBE 

Q nation, trbe, or individual. 

V. TYPE OF FACII.rTY 

Select the Appropriate Faeility Description 

_ Gas Station 	 _ Ralhoad 	 _ Tntdcirtg/iranspon 

_ Petroleum Distnbutor 	 _ Federal - Non-Military 	Utilities 

_ Air Taxi (Airline) 	 _ Federal - Mlitary 	 _ Resldential 

_ Airaaft Owner 	 % Industrial 	 _ Farm 

_ Auto Dealership 	 _ Contrador 	 _Other (Explain) 

VI. CONTACT PERSON IN CHARGE OF TANKS 

Name 	 Job Trtle 	 Address 	 Phone Number (Includa Area Code) , 

VII. FINANCIAL RESPONSIBILITY 

I have met the financial responsibil'dy requirements in ~ 
aomrdanee with 40 CFR Subpan H 

------------ 	 ---- -I--------------  
Check AII that Apply 	 I 	 I  

0 SeB Insurance 	 Guarantee 	 State Funds 

~ Commeraal Insurance 	 Surety Bond 	 Trust Fund 

~7 Risk Retemion Group 	 i 0 Leher of Cred'A 	 Other Method Albwed Specily 
~ 

VIII. CERTIFICATION (Read and sign afler completing all seetions) 

I cenify under penalty of law that I have personally examined and am familiar with the information submitted in this and all aftaehed 
documents, and that based an my inquiry of those individuals immediately responsible for obtaining the irtformation, I believe that the 
submitted information is true,accurate, and complete. 

Name and official thle of owner 
or owner's authorized represemative (Print) Signature Date Signed 

EPA estimates public reponing burden for this form to average 30 minutes per response induding time for reviewing instrudions, 
gathering and maintaining the data needed and completing and reviewing the form. Send comments regarding this burden estimate to 
Chief, Information Pol'icy Branch PM-223, U.S. Erwironmental Protection Agemy, 401 M Street, Washington D.C. 20460, marked 
'Ahention Desk OHicer for EPA.' This form amends the previous notitication form as printed in 40 CFR Part 280, Append'oc I. Previous 
ed'aions of this notflication form may be used while supplies last. 

Pagi 



~ 	 w ✓w✓r.r ..v.~ 	.~ ✓cri~ar.w.~✓ ..r,v~✓wG ~ Nnlw ~Wn ~y.~N.w ~ra. ao.... a.... 	. ar 	 I 

Tank WemE'cation Number Tank No. 1 	Tardc No.? .. Terdc 	3 	Tadc No. 4 	Tank N9. 5 	j 

1. Status of Tank 
 (mark ony one) 	' Curronty in Use 

Tamporarar Out of Use 
 

Parmanardly Outof Uge  

Amendmem ot Irdormation  

~ ® ® 

2 Date o} Installation (mo.qaa►) 

3. Estimated Total Capacity (gaAoro) 10,000 12,000 12,000 10,000 6,000 	I 

4. Material of Constnution 

(Mark aIl that apply) 

Epoxy Coaaed Steel 

Composite (Steel with Fberglass) 

Fbergtass Reirdorced Plastic 

Uned Imerior  
Polyethylene Tank Jadcet 

Unknown  
Other, Please spedfy 

AsphaR Coated or Bare Steel  

Cathodically Proteeted Steel  

O ~ 0 O 
O ~_  

Double Walk+d  

Concma  

~ 

Excavation Liner  

x X 	~  x 

Has tank been repaired9  

(Mark all that apply) 	 8are Steel  

Other, Please specify 

t__J  S. Piping (Material)  

Galvanaed Steel  

F3erglass Reinforced Plastic  

Dopper  
CathodicaAy Proteaed  

Double Walled  

Secondary Comainmem  

Unknown  

6. Piping (Type) 
(Mark all that apply) 

Suction: no valve at tank  

Suction: valve at tank  
Pressure  

Gravity Feed  

Has piping been repairedT  

Page 



Tank IdemBlcation Numbe► Tank No. 1  Tardc No.? T 	~ Tank No.  _z.  Tardc Na .~  

7. Substanee Currontly or l.ast Stored 
In Greatest QuantRy by Volume 

Gasowe 
DW"1 

Gas°Ibl 

---------------  

Haza`°°ug subs'a"Ce 
CERCLA name and/or. 

CAS number 

Please specily 

0 

0 

o 0 0 0 
000c~o 
0 0 0 0 

Ketosene  

Heating OiI 
 

Uaed 0a  
Other, Please specdy  

---- ---- ---- ----- ----- 

O O O O O 

Mucture of Subst:moes  

X. TANKS OUT OF USE, OR CHANGE IN SERVICE 	 ~ 

1. Cbsing ot Tank 

A Estimated date Iast used 

(moJday/year) 

B. Estimate date tank dosed 

(moJday/year) 

Deseribe 

C. Tank was removed irom ground  

D. Tank was cbsed in ground  

E Tank Tilled with inert material 

 

F. Change in service  

------------------- 

2. Srte Asaessmem Comptaled 
 

---- ----- ---- ------ 

Evidence of a leak detected  

Page• 



XL CERTIFICATK)N OF COM CE (COMPLETE FOR ALL NEW AND UPGRADED TANKS AT THIS I.00ATK)N) 	I 
Wi Tank Identilieation Number Tank'No. 1 Tank No.? Tank 3 Tank No. 4  I Tank No. 5 

t. Installation 

piping manufaCUrers 

implementing agenry 

registered engineer 

approved by implememing agenry 

chedclists have been completed 

agenry. Please specily. 

A. Installer certified by tank and 
 

B. Installer oertified or Gcensed by the  

C. Insiallation inspected by a 
 

D. Installation inspeeted and  

E. Manufacturers installation  

F. Another method allowed by State 
 

2. Release Detectfon (Mark all that apply) 

C. Inventory oomrols 

D. Automatictank gauging 

G. Interstrtial monitoring double walled 
tank/piping 

eomainment 

I. 	Auromatie line leak deteetors 

Implementing Agency. Please 
speafy. 

TANK PIPING 

0 

0 

A. Manual tank gauging  

TANK PIPING 

0 

0 

TANK PIPING 

0 

0 

TANK PIPING 

0 

0 

TANK 

O 
EZI 

0 

0 

PIPING 

B. Tank tightness testing  

© © 
© 

© 
© g O 

E. Vapor monitoring  

F. Groundwater monitoring  o 0 

0 

0 0 0 

0 o 
H. Interstitial moneoringisecondary  

J. Line tightness testing  

K. Other method alkrwed by  

0 0 

3. Spill and Overfill Protedion 

A. Overfill device installed  

B. Spill device installed  

OATH: I certify the information conceming installation that is provided in sectkm XI is true to the best ot my belief and krtowledge. 

Installer. 
Name 	 Signature 	 Date 	i 

Poseion 	 Comparry 

Page: 



Df. DESCRVTION OF IMERGROUND STORAGE TANKS (CanpMte~aeh tardc at thLs ktwtion.) 

Tank Mentitieation Number 	 Tank No. 6 	Tmrk No. _ 	Tamk No. 	Tank No. _ 	Tank No. 

	

mark on 	one) 	Curte 	in Use  

	

' 	 ~nr ~ raw~wwy 

~r~~w~rwy 

x  
1. Status of Tank 	 ~ 

Temporadly Out of Use  

Pem,anently Outof Use  

Artwndment d Irdormatcn  

2. Date ol Installation (mo.year) 

3. Estimated Total Capaoiry (gaUons) 6,000 

a. Material of Construetion 

(Mark all that apply) 

Epoxy Coated Stael 

Composite (Steel with Fbergfass)  
Fberglass Reinloreed Plastio 

Uned Interior 

Unknovm  
Other. Please specify 

Ilsphalt Coated or Bare Steel  

Cathodiealy Pmtected Steal 

 
~  

~ 
Double watled  

Polyethylene Tank Jaoket  

Exeavalion I inar  

Has tank been repalred4  

o 

Conaete  

O x  

(Mark all that appy) 	Bare Steel 

Other, Please speci(y 

5. Piping (Material)  

Galvanaed Steel  
Fberglass Reintoreed Plastie  

Coppero 
Cathodicaly, Protected  

0 000 

DOublB Walled  
Seoondary Comainment  

Unknown  

6. Piping (TYpe) 
(MaAc all that apply) 

Suction: rro vahre at tank  

Suction: vakre at tank  

Has piping been repairedT  

Pressure  
Gravity Feed  

Page 



Tank'kientffication Number Tank No. 6 Tank No._ Tan&  Tank No. Tank Kei. • 

7. Substanoe Currontly or Laat Stored 
In Greatest Quantity by Volume 

Diesel 

Heavng  Qd 

Other, Pkwse spea7y 

--------------- 

CERCLA name and/or. 
CAS number 

------------ 

Please specify 

GasoGne  o 0 0 0 0 
Gasohol  

Kerosene  

O 0 O O O 
Used 03  

dralic 	I  

----- ---- ----- ---- ---- 
Hazardous Substanoe  

----- ---- ----- ----- ---- 
Mhrture of Substances  

X. TANKS OUT OF USE. OR CHANGE IN SERVICE 

1. Cbsing of Tank 

A. Estimated date last used 
(molday/year) 

— — — — — — — — — — — — — --- 

B. Estimate date tank cbsed 
(moJday/year) 

Descnbe 

[ — — — — — -- — — — — — — — — — — — --- — — — — — — — 

C. Tank was removed from ground  

D. Tank was cbsed in ground 
 

E. Tank filled with inert material 
 

F. Change in serviee 
 

— — — — — — — — — — — — 

2 SHe Assessment Compleled 
 

— — — — — — — — — — — — — — — — — — — — — — — 

Evidence of a leak detecled  
Page 4 



XL CERTIFICATION OF COM CE (COMPLETE FOR ALL NEW AND UPaMED TANKS AT THIS LOCATK)N) 

Tank Identlfication Number Tank No. 6 Tank No. _ Tank No. _ Tank No. _ I Tank No. _ 

1. Installation 

piping manufaeturers  

implemerriing apenry  

registered enpinaer 

approved by implementinp apenry  

chedclists have baen mmpleted 

F. Another method allowed by State 
agenry. Please specily.  

A. Installer oeRified by tank and  
l~  

B. Installer oertifted or licensed by the  

C. Installation inspeeted by a  

L_J  
D. Installation inspeeted and 

 

E. Manulaeturer's installation  

r.--~ ~-•-,  o~  ~  
L_J  

2. Release Deteetion (Mark all that apply) 

tank/piping 

oomainment 

Implementing Agency. Please 
speoity. 

TANK PIPING 

A Manual tank gauging  

B. Tank tightness testing  

TANK PIPING TANK PIPING TANK PIPING TANK PtPING 

C. Inventory oorrtrols  

D. Automatic tank gauging  

E. Vapor monitoring  

F. Groundwater monitoring  

G. Intersthial monitoring double walled  

H. Interstitial monitoringrsecondary  

L 	Automatic line leak detectors  

J. Line tiphtness testing  

K. Other method albwed by  

3. Spill and Overlill Protedion 

A. Overtill device installed  

B. Spill deviee installed  

OATH: I eenify the information coneeming installation that is provided in sedion XI is trua to the best ot my beliet and krowledge. 

Installer: 
Name 	 Signature 	 Date 

Posrtion 	 Company 

, 

apc 



. 	fiPA eCimatrs puhlic reprvtmR M+nfm I,a thil hrcrn to a\rraqe :111 nunutn Ilr•r reyn.ne. irr'IudinK limr hv rnir.inR 
imtr\rdun. KalhrrinR and nuinbinluK rhr dara r..I\d, aod \.oykafnx 	n 	inrt rh~ h,rnl. Svd \ 	vu. 
q?srdinR Ihis budrn Nimale tn (:hkl, lulonlulion 1', ~Bcr aranvh. Y.h1.7Ya. O.ti. \filcirnmmnlal Prmn16.1 .\grrn-r. 

~
! \ M St.. S.W.. W1r11inRtun- D.C.  IO1611: and I„ Ihe Ullire,d Inlavmthn .nd aeKUlauxf .lffain. (llfw<,A ]Ivugr. 

~ .nd BudRet. Wa\IlinKt,wl. D.C. 111R11:1, nurlrrl `Ath-nlGm: 1" Oflkvr Inr CP.A. " 

" 	 STATE USE ONLY 
I.D. NumbCr 

Q Z 

Notfrintiun e reguired b) F'rdenl law fur ell undrrgnwnd tai thal be\e been 
used to stwt repulated subabncm ~in<e JmuKq 1, 1974, Ihlrl llre in the Rround Irs uf 
Mlp 8, 1996, or IhKI are brnuphl inlo Ine afterllel B. 1996. The informaliun reyuesled 
istequired by Section9002 ufihe Rewurce Cumrn.liun end Hecuvery Avl.(I(('RA). 
u Kmended. 

lTe primaq' purpo.c nf thi. notilicanun program i. lu hwaln awl ecaluate undcr- 
ground tnnks Ihal Nu¢ nr ha\e %lumd rwbulcunl ul hanud)u% %dnl:ulcc.. II i. 
cnpecicd Ihal Ihc inlnrmaliun \uu prn\idc \\ill  Ix ha.cd on iva.ulmhlc a\ailahlc 
recurds, or, in Ihe ahvnre ul .ucll rc:\rd.. % uur knuw kdEa tx'IicL ul 1 aodlccunn. 

Whu Musl Nutffyl Scclinn'xM17 E Ht'kA. a. ammlidcd. Icyuirc. Ihal. 
eXempted. uwrwrn ul undergruund IxnA ,  Ihm ~lurc regulaled .uhaancr% muv uwil% 
desiglulled tiwle w loc'ui ngenne\ ul Ihe c\islalce ul Ihcir tank\. Unuo nlcam 

(a) iu thc [ar' ut an undcrgwund .lomgc IanA in uw on N,ncmhcl X. IVNJ. ,n 
bfuughl inlo uv al lcr thal dutc. an\ pcnsm x hu uw n.:ul undn(•1 uund -lolugc tunk 
uxd fur thc eluwV:. uv. ur dl.prn.mf nl IegrdalaJ .uha:ulrc.. and 

(b) in Ihe cau ul any uudclggyuunJ .I , na}t' IanA In u, M9inc \..wnittcl k. NxJ. 
bul nn lunger in uw un Ihal dalr. zm pri.ou w hu uw u. \I .uah I:mk iulnledialch tx9u1 e 
Ihl' dlKlllltlllaalllln ,11 II\ 114'. 

N'het Tanks Are In1uded7 LndcitluwW hnage lank i, dclin.d a..lm .mc .n 
cnmbinatiun of lanks thnt (1) i, ux•d lo cunlain an accumulali.rn ul'rcgulnlcd .ub- 
.aanee.."und (2) rho.0 cntume (inciuding cunneaed underground pipingl ie 1($7 ur 
morc beneath Ihr gruund. Snmc c\a nlplc. a Ic undergrnunit la nA..luring: 1. ga.ulinc. 
uxd oil, ur dieni•I lua•I. and 2. indu.tnul .ul.cnl.. (pe•riadi helhicidc% nl lumigenl.. 

Wlut Tvrks Are lxcluded.' lank. Icmu.ad Ir,nn mc gwund :uc nul .uhlert tu 
notilication. Olhcr tanks cx'ludcd Imm mnd)r:uion arc: 
1. farm ur rcnidenlinl lankn ul 1.100 g.11om ur Ic., alp:r. u. uad hn .wrinp nlowr ruel 
for nuncomnurcial purpur.: 
2. tanks u.\cd lot .lunng heu ling nil t61 t,.n.unlpli \c u.r p u\ Ihc pmnu.cs u h. rc .lura•d: 
3. xptic I:mA.:  

7. pipclilve lacilihc, linduding gatlu•ling lirw•st rcyd;ucd ulxlcr nc, \ulural Ga. 
Plpvline tialcic:\cl ul I46k. m thc Itaiauleu. I lymd I'ilw9ine S:Ilel\ Acl ul 1474.,n 
uhich i, an inira.late plpalinc larilin regulnlyd wWcr tilalc la\\.: 
S. \uda.e imp,mndnnml.. pil.. p,md.. ol Wg\nm.: 
6. \111rn1 NJII'r,lr NJ ,Ie \\Jrt'( enll\Y'nnn \1 ~ 1e111 ~ : 
7.Iluw-Ihruughpr.x ac.anks:  
S.  liyuid ua p. ul as.a9aKd gulh<ring linc. dil cctly re411cd In oil ul Ra, pnrluariun and 
pathering up\vntiom: 
9. sImagc tank. .ilualcd In un undaFluund :nca Pucb :% a hawmcnl. cch:u. 
rtlincv.urkinE. drilr..hall. ur luruu9l it Ihc auraFC lank L.iluzlod upun ur abme thc 
auluccul Ihv II...... 

Whlrt Sahslanee+ Are Cu\ered.' I hc nmilicaliun rcyuircmcnn ;Ipph lu undci- 
gwunJ .hn:,Rc lank. Ih:rl cunt:un mgul:ntd .uh.laurc.. I hl, indtalc. xn) .ub\wrrir 
drlinrd a. Ixvwdnu, in w'cWm IIII Il.tl nl Ihc l'ompn-ltcn.nc ImirunnlcnLJ 
k"poua'. (l , luT'n'u iom a nd I.ulbdn) An ul 14x1)1 1 k( I,\ I. \\ IIh  lhc c s.. ptiun u1 
Ihu. .ub.lmlcr. Icgrd:ucd z, har.uduu. w:nla Imdcl luhlulc (' nl H('k:\.  Ir nl.0 
iuclod" Iw'unlonm. c.g.. audt uil ol nu ~ IIa.W in Ihnqd which n Lywd ul .l:uld:ud 
c,aldiliun ,  ol lemlw•lalme and prc..urr IMl.tcglee. I ahrcuhcll xnd 14.7 pnund. prr 
.yuarc iudl oh.ululcl. 

N'here Tu Notify' C'omplcicd nnlilicatiun Inlm..hnuld b vnl lu mc adi 
gi\ml al Ihc lop ul lhi. puge. 

N'henTuNulif).' LUwncnulundcl(;rnund ~lulafclank , inuwunhalha\ncL-cn 
laken oln ul uper.IGun allcr .lunum\ L 1974, hw .ull m Jr Elnund. nlu.l nuldi h\ 
Ma\ 6. 19x6. 2. (luncn whu hring undnElound.lurz(:c l:mks ime u.camr hta) k. 
19%6, mu'l nutill n ilhin 111 dal. ul hlinEmg Ihc I:mks inlu u" 

Prnaltim: Any, uwner whu knuxinRll, faiH tu mqifl nr whmih htlx inhxmaliun 
stwll be subject lu K ei.il  prnall2 nul lu esceed $10.000 for eech Iank fur xhich 
nutificatiun ii nul gi.en or fur xhich fal.e infrnnoaliun is \ubmillyd. 

Please lypr ur print in ink :dl ilem, rvorpl'\{gnalurd' in tieeliom \'. Yhi. lumr mlul Ix• \.anplcled fnr earh 	 Intlicrlc namber uf ~ 
IoeatlUn CrmtaininK undfrgruun(I Nurage laukf. If nmre Ihau 5 lanki are unucd at Ihil hx ~atirnl, phutrx»pr Ihr 	 futlllllualiull Thfcl, 
~~YPrG• Nrlf. arlrl \Iaplf 1Y111I11111Jh1111 \IIIY'I ~ lu Illi\ lunn. 	 lllafha'd 

Owner Nanle (Corporation. Individual, Publir; Agency, or Other Enllty) 

4W i fe / I C U N 7`Q "A  410o o /( e%r, Ae  
StreetAddress n /~ 

700  
County 

/1/a ✓ad o  
City State ZIPCode 

l,vA,fe Rrv"er 	.41-, zono (959y1  
Are 	ode PhoneNumber 

60~ ) 338- 413VI.  
Type of Owner (Mark all thal apply ® ) 

® Current ❑ State or Local Gov't ❑ Privaleor 
Corporate 

❑ Former ❑ Federal Gov't 
(GSA facility I.D. no. 

❑ Ownership 
uncertain 

( It sanle a8 Section 1, rnark box here 

Facitity Name or Company Site Identifier, as applicable 

Ft'r<  :f~Do c~ 2 /.rr+ ~e."  

Streel Address or State Road, as applicable 	~ 	r  
County 

/~a v~ o  
City(neare

o
sq _ 	 , State 	 ZIPCode 

Indicate 	 Mark box here il tank(s) 
number el

~ 	
are located nn!and wrthin 

tanks al this 	~ 	an Indian reservalion or 	
® 

 
location 	 on olher Indian lrusl lands 

Name (aI~f sanle as Section I, mark bon here LJ 1 	. 	Job fitle Area Code 	Phone Number 
ueMerQ/ /

/

(

...~ 

hN0 er 	 60.2) 336- YQ31 
. 	 . 

	

~ eS-f,CW [j GA 6-l~ 	❑ Mark box here only ff this is an amenued or subsequenl notificalion for Ihis lo,:a0on 

' ertify untler penalty of faw that I have personally exanfined and am familiar with the information submitted in Ihis and all attached 
,.44 	s licuments, and that based on my inquiry of those indlviduals inlmediately responsible for obtaining the Irlformation. I believe that the 

submitted information is true, accurate, and complete. 

	

of 	ner or own 	authorized repr 	ntaYve 	S  

~ ~ i:~(Ls~ ~i~ ~  

MAY 15 1969 	 w , ~ 



~ Owner Neme (from Section q  1 J~ 'f e Mfh - I~OQCA e5  Location (trom Seetion II)  Fo4co~(xJR. ~f4 R~ yer  Page No.? of 3 Pages 

DESCRIFitiON OF UNDERGROUND STOR AGE  

Tank IdentUication No. (e.g., ABC-123), or 	 Tank No.1 Tank No..2 Tank No.3 Tank No. Tank N. 
Arbitrarily Assigned Sequential Number (e.g.,1,2,3 ... ) 	U L*toY 33 	O W*W3337 l.K Nor/3 
1. Status ol Tank 	 Currently in Use ® 

(Markallthatapply®) 	Temporarily Out of Use  
Permanently Out of Use  

Brought into Use after 5/6186  

2EstimatedAge Years) rv-/9f! A/Ek/ ~ /99r9NEu-/9u°8 
3. Estimated Total Ca 	cit 	(Gallons) .? o o o 1.7 o o o /o ocl O eD —IAOD CD O 
4. Material of Construction 	 Steel L,~  ® © 0 ~ 

(~~~ ®1 	 Concrete  
Fiberglass Reinforced Plastic  

Unknown  

Other, Please Specify 

5-InternalProtection 
® J 

 
(Mark all thaf apply 	 CathodicProtection  

Interior Lining (e.g., epoxy resins)  
None ® ® ® 0 0 

Unknown  

Other, Please Specify 

6. External Protection 	 Cathodic Protection  (Mark all fhaf apply ®) 	
Painted (e.g.. asphaltic)  

Fiberglass Reinforced Plastic Coated  
None  

Unknown  

Other. Please Specify 

(MarkallthatapWy®1 
7' Plping 	 Bare Steel  

Galvanized Steel 
Fiberglass Refnforced Plastic o 0 0 0 0 

Cathodically Protected ® ® © 0 ~ 
Unknown  

Other, Please Specify 

6. substance CurrenUy or Last Stored 	a. Empty  
In Greatest Ouanlity by Volume 	

b. Pelroleunr 
(Markallthatapply®) 	

Diesel  
1, 	 Kerosene  

Gasolfne(includingalcoholblends)  
Used Ou  

Other. Please Specify 
c. Hazardous Substance  

Please Indicate Name of Principal CERCLA Substance - - --_ 
On 

Chemical Abstract Service (CAS) No.  
Mark box (8 if tank stores a mixture of substances  

d. Unknown  

9. Additional Inlormation (for tanks permanently . 
taken out of service) 

a. Estimated date last used (mo/yr)  
b. Estimated quantity of substance remaining (gal.) 

c. Mark box ® if tank was filled with inert material 
(e.g.. sand, concrete)  

EPA Fum 7530 1 tFixv.getl 9.86) Reverse 	 paw 2 



l 

Owner Name (from Section q .JPPoc~ P S Location (from Section Ip .f_ 1~.T~~ Page No. 3 of .,,3., _ Pages 

10. Installation (mark all that apply): 

® The installer has been certified by the tank and piping manufacturers. 

❑ The installer has been certified or licensed by the implementing agency. 

❑ The installation has been inspected and certified by a registered professional engineer. 

❑ The installation has been inspected and approved by the implementing agency. 

~ All work listed on the manufacturer's inslallation checklists has been completed. 

❑ Another method was used as allowed by the implementing agency. Please specify: 

11. Release Detection (mark all that apply): 

❑ Manual tank gauging.  

❑ Tank tightness testing with inventory controls. 

0  Automatic tank gauging. 

❑ Vapor monitoring. 

❑ Ground-water monitoring.   

❑ Interstitial monitoring within a secondary barrier. 

~ 	❑ Interstitial monitoring within secondary containment. 

® Automatic line leak detectors. 

❑ Line tightness testing. 

❑ Another method allowed by the implementing agency. Please specify: 

12. Corrosion Prolection (if applicable) 

© As specified for coated steel tanks with cathodic protection. 

© As apecified for coated steel piping with cathodic protection. 

❑ Another method allowed by the implementing agency. Please specify: 

13. 1 have financial responsibility in accordance with Subpart 1. Please specify: 

Method: 

Insurer: 

' 	Policy Number: 

14. OATH: I certify that the informati concerning installation provided in Item 10 is true to the best of my belief and knowledge. 

Installer: 	~J ✓t^"'~^—  ~ ~"' '"` 	 J /y   t F  
` 	 Name 	 Date 

J 	~/¢iels'1 02 L  
. 	. 	 Position 

Company 

PA Form 7530-119 881 	 ' 	Page 



Indicate 

	

number of 	~ 
tanksallhis 
location 

	

. 	. 

l /10r.oyer 

Mark box here if tank(s) 
are located on fand wlthin 	® 
an InAian reservation or 
on other Indian trusl lands 

AreaCode 	PhoneNumbM 

46,60-2) 339- Y43/ 

. 	EPA eYimrtes publie rrportb,R hurden hw thk hmn 	¢r 10 minut~ prr rt,prur.'vrh,dinR time far min. mn 
ustruatioro, R.Ilrre,n rna mriMafnnq; tlw Aala , 	ml a naP4lny( au,l mrewnyt Ihr hxm. Yual aonu„n,h . Number 

rdiry, Ihit burden nlinutr tu (:hiel, hJun,ul4n 1•aaia;r araaw ~h. YAI-22:1. 1! \. Fnain~eurnlal PnerAiLn .1{n._a. 
~ 	r 	eI 51.. S.W.. Wrdr'v,glur. D.(: 204611: ar,d tu tlrr llll4e d Inl,rnulwn.,d Il ~,llalr,n A((ain. (N(iae,! \la,ua. 

	

~ 	ud ewdasel• Wr)hinxlan• D.C. 2115n7. aurlrtl'A1lnuwn: IA+k (N(iav hv FPA " D018J~ 

STATE USE ONLY 

~ - UG 77Z 

Nodlkatiun u reyulred b) Fedrrd Iew fau all undergrarund t.nka tlut hea been 
used lo rlore rcgulelyd aubsbrwn sinte Janlur) I, 1974, lhrl rre in Ihe gruund u uf 
INay 9,1996. or thel ere bmughl inm uat tan Ha) S. 1986. The infomution reyurued 
k6 required by Seclion 9002 of the Rewurce Cornenelhn and Recuvery Acl. ( R('RAk 
tl sm[Ila[d. 

The primar)' purpnr Mlhi. nnlilicannn prngram ia ln hcae and raaluate unJrr- 
grounJ tank) Ihxl Hulc ur ha)c aurrJ pt•nulcum m ha)arJuu..uMlancc.. II i. 
expeclnl Ihal thc inlurmatiun )uu pmt,Jc vwill M- Iu.eJ nn run.uruhlp aaailnhlc 
rtcurda, or. in Ihc ulnenca ut uw'h rccorJ.. wur LnuwkJgc, hvlirl. ur u•a'ttllacl,nn. 

Whu MuM Nullfy7 Scninn'xln2 nl Rl'NA, a ,  munukJ, rnluim. dul. unlc.a 
etrmpled. uwoar.ul undcrgruuod IaN.lhal.wrc rcguWmJ .uh.lamw•.Inutt norilc 
doigluted Slnle ur hwal aEa•nru•. ul Ihc eaiacnrc ol Ihcir lank.. Owwl nwan. 

(a) in Ihr cax ul an urulerErnunal 	tank in uv nn Nuaannccr X. IvNJ. ur 
broughl inln uvL aller Ihat dalc. am pernun w hu ur n.:m undnEruunJ • lurrgc mnk 
uoed fortM• xlurap. uv'. ur Ji.pcn.mr  ul rrFulalcJ .uh.laur.. nnJ 

(b) in thc cav' nl an) uuticlgruunJ a.naEc Ianl m um tw'h•rc \.ttnuh'I X. 14Md. 
bul nn lungvr in ur' ou I ha1 da1u. am yt'wn whu uu urJ uah la nl imnurJi:nch Mh ac 
thc diruntinwtuun nl a. uw. 

Whrl Tankf Are InelurkA7 1 IWrnpuund %lurate Iank i. J.lirlad a..,m ttnc nl 
combinaliun of unk. Ihal ( I ) i% uxd lu contain an accumulaliun ut'rogulalal .ub- 
alanm. - und (2) whux aolume (inciuding comx•ela•d undergrnund pipinp) i. IOIi ur 
mnre brnealh Iht grnund. Stnmv cumplv ,  ale walcrEruunJ lank. uuring: I. ga.uline. 
uu•d oil, or diarfl fuel, and 2. indu.0 lel ~ nccnn. pt•.ucdc., herhleida•s nl lumiEam.. 

Whrt Tan►s Are Cxeluded7 lanl. IumuwJ b.m) Itw Eruund :rrt• nol .uhlct'I 1u 
notifiealion. Olher Iank.cxduJcJ trom nuldivaliun arc: 
l.farm ur rcnidcnlial lanksul I.I(xil gdllen.ur Ir..rapacm uwd Inl .luriny mntur lucl 
f'or nuncummcrclal purpt.v.: 
2.1ankn uxd tur aonng hcat ing uil lul aro.unrplitc ua on Ihc pl,: mnc. w hrrv .IUICJ: 
7. scplic lank.: 

1. Pipelirx lacililia linchulmg gallw•ring lillc.) rcruhaual ,uwlvr IM' Salural Gu. 
Prpdirk luley' Art ul IyhN. ur Ihr IlaraNun. I IyuW~('~1~}'~ I ~l\{{~ 
which i. an intra.lalr prpvlilx• lacilill rcfuL,tL•J mWcrl51 It{ I ~  
S •  wdaca• imptu,rulmm nn ,  pit., p o mJ•. ul lagtwm.: ~

® L k]Y 1R1/e  Y/ b. ]IUInI M81t'I Ur Naate Nnler a'llllelllUn N Nt'llla: 
7.Iluw-Ihrnughpraac.xtanka:  
a.liyuid 1 rap. ur a..,"lcJ p,lhrnng 	 oil ul Fa ,  pnxluctiun ard 
K:rtM'rillg uptTUlinm: 
4. Hnriga• lankt Ntll'aled In all uuJclgrolmd alca latw'h a% a haw'nlcm, cvnal. 
mirlavurkmg, drill, ahall. ur Iunrr II il IM .lurarv unl I. auwlcJ upun ur aMnc Ihc 
.udacc ul Ilw Ihnn. 

W'hal tiubWncea Art ('oaerrd.' IIK nuliliczlion rryuiremcm% appla lu urwlcr 
gruund mura ft' lanka Ihal cunl:un m fuhuoJ .uh•larnv. I hn mrhwlc. am .uh.l:mcv, 
dclirwJ a, ha)aWoua in a,cuon IIII 114) ul Ilu' 1'wuprchrn•rnc I muunnnn6J 
Ra•appmaa•. (bulpcn.:rliuu a nd Lubdn) Acl ul 19q11( I R( I A I. u nh thc carcpb. m ul 
Ihuv, IcguWlcd a, h:v:uduu ,  ua,lc unJcr tinMnlr ( ul Rl'RN II el.t. 
iuduJc. Iwvruk um. c.g.. cr udc uil ur aua Ira. u..n IhacPl whlch I. LymJ a1 v:uWatJ 
curxlniun. nl Ivmperalulc anJ prc..urc INI Ja•Elcct I uhrrnhen and NJ puorW% per 
.yan,rv i,w'h ah.uluwel. 

W'here To Notif)7 ('umplen•d nnliticaliun lium. •houW ba• .cm In Ihe addrt,, 
giacn a1 Ihc lop ul Ihf, paga•. 

N'henToNolif)7 LOxner.utundrrfrounJaururetanl.inuv'urthalhaacM-cn 
l:d.am uul nl uporabnn altcr Junual) 1. 1974, hul .dll In IM- gluunJ, nwa nouf) ba 
Maa M. 1986. 2. (Iv.ncn whu hring undngremul auragr tanl• mlo uv ahcr Ma) li, 
I4x6, nlu+t nutil) uithin 111 Ja). ul hnngmg dx• unk. ml.0 uw. 

Pentltin: An) owner whu knnwingl) f6ih lu nuir) rr wbmit% frhe infurmrliun 
vhrll br wbjrcl lu a citil prrulry nut lu raceart fI0.000 fur tech lank for whieh 
mnifintinn h rlul giarn nr fur whiuh fwhe inlunnaliun in aubmiued. 

Plerse lypr w prinl iu ink all ilrm, van•pl'\iguabrrd' iu tiarii.ur V.'171i. hvnr mu>t Ir• anrnplrlal fur rarh 	 Indicalc nunttk•r ul ~ 
lumrtiun ar)taining urrtkrgnwmd .turaga• tonk,. If m.urr Ihau 5 IanL, arc owrravl wt Ihis hMi1,rN1. 1)III,htVp\' IIM• 	Cuttlntu:uiun ]IlCcla 
'nerv aidr, and .laple arndiuuuliun Jwr•1. h. Ihi. Ia.nu. 	 I 	:II(:Ichql 

(Corporallon. Individual. Publlc AgCncy. or Olber 

Wnr'& ~Doc ~ G //ctlNfRen /i-, pC  
Street Address 

County 

Navdi-j * o  _ 
City State ZIPCode 

A 	e Phone Number 
60~ ) 338-'13Vio  

TypeofOwner (MarMaflthalapply®) 

® Current ❑ Slate or Local Gov't ❑ Private or 
Corporate 

❑ Former ❑ Federal Gov't ❑ Ownership 
(GSA facility I.D. no, uncertain 

A0oclle-T 

Name (II same as Seotion I, mark box hcre U) 	 Job fille 

(II same as Section 1 •  mark box here 

Facility Name or Company Site Identilier, as applicable 

Frt >AAoc ~ e %.'.., ~er Co.,.r )  aN~  
Street Atldress or State Road. as applicable 

County 

/Ya va~  o  
City(nearesq _ 	 , Slate 	ZIPCode 

~es'fL/Cr(f 6lBL~ 	❑ Markho%hereonlyiflhlsi5anamendedorsbbsequentnotihcatlonlorthislp,:afinn 

1Fertify under penalty of law that I have personally examineA and am familiar with the information submitled in this and all attached 
pcuments, and that based on my inquiry ol those Individuals immediately responsible for obtaining the irllormation. I believe that lhe 
Submitted information is true. accurate, and complete. 

S ~ /~~ ~- I DatS 

MAY 15 1989  



~ 	; 	 • 	 , . ~ ' 	•• 	" 	- 

! 	pwnerName(fromSecUonl) 	• e~ 	ti. ocNeSLocation(tromSeetionlf) Fa'('co/" , fe F%yer .  PayeNo.? of 3 Payee 

DESCRIOTION OF UNDERGROUND STORAGE  

Tank Identlfication No. (e.g., ABC-123), or 	 Tank No.1 Tank No.1 	Tank No.3 	Tank No. Tank N. 
Arbitrarlly Assigned Sequential Number (e.g.,1,2,3.-) 	U,010 1V 33Y O U4 Ncq3 3 	Gr. 	 YAZY  
1. Status of Tank 	 Currently in Use ® ® © Q Q (MarkallMafapply®) 	TemporarllyOutofUse  

Permanently Out of Use  
Brought into Use after 5/8/86 Q Q Q] [Q Q 

2EstimatedA 	ears rJ-/9d' EkJ-/96 NEAi - /9B 
3. Estimated Total Ca 	t(Gallons)  /.7 0 o o /o c(i O 96')n c a o 
4. Material of Construction 	 Steel ® ® © Q Q 

(Marfrone®) 
	 Concrete Q 0 Q Q] Q 

Fiberglass Reinforced Plastic Q Q Q Q Q 
Unknown  

Other, Please Specify 

(Marftallfhatapply ® ) 	 CatnodicProtection 
S. Inlarnal Protection  

Interlor Lining (e.g., epoxy resins) Q Q Q [Q Q 
None  

Unknown [Q Q Q (Q Q 

Other, Please Specify 

& Extemal Protection 	 Cathodic Protection ® ® ® Q Q (Mark all that apply®) 	
Painted (e.g., asphaftic)  

Fiberglass Reinforced Plastic Coated Q Q Q Q Q 
None Q Q Q Q Q 

Unknown  

Other. Please Specify 

7. Piping 	 Bare Steel 
(Mark all that apply ®) 

Galvanized Steel 
Fiberglass Reinforced Plastic Q Q] Q (Q Q 

Cathodically Protected  
Unknown Q Q Q Q Q 

Other, Please Specify 

Q  B. Substanee Currently or Last Stored 	a. Empty 
In Greatest Ouantity by Votume 

Q [Q]  Q Q 

(Manlr all fbaf apply ®) 	 , b. Peholeum 
Dieset  ® 

r 	Kerosene  

Gasoline (including alcohol blends) r-]  
Used Oit  

Other, Please Specify 
c. HazardousSubstance  

Please Indicate Nameof Principal CERCLA Substance - - 
oR 

Chemical Absvact Service (CAS) No. _ 
Mark box ® if tank stores a mixture of substances  

 d. Unknown  

9. Additional Information (for tanks permanently . ~ 

taken ou1 of service) 
a. Estimated date last used (mo/yr)  

b. Estimated quantity of substance remaining (gal.) 
e. Mark box ® if tank was filled with inert material 

(e.g., sand. concrete) Q Q Q Q Q 

1~ 	EPA Form 7530 i iRersed 9-981 Rere*se Pape 2 



, 	• 	 t

• ? 	.. 
, 

Owner Name (from Sedion p .~PQS ~ e S Location (Irom Section II) . fj~T~o __. Page No. 3 of .,3, _ Pages 

10. Installation (mark all that apply): 

® The installer has beerl cenified by the tank and piping rnanufacturers. 

❑ The installer has been certified or licensed by the implementing agency. 

❑ The installation has been Inspected and certified by a registered professional engineer. 

❑ The installation has been inspected and approved by the implementing agency. 

© AII work listed on the manufacturer's installation checklists has been completed. 

❑ Another melhod was used as albwed by the implementing agency. Please specify: 

11. Release Detection (mark all that apply): 

❑ Manual tank gauging. 

❑ Tank tightness testing with inventory controls. 

0  Automatic tank gauging. 

❑ Vapor monitoring. 

❑ Ground-water monitor'mg. 

❑ Interstitial monitoring within a secondary barrier. 

~ 	❑ Interstitial monitoring within secondary containment. 

® Automatic line leak detectors. 

❑ Line tightness testing. 

❑ Another method allowed by the implementing agency. Please specify: 

12. Conosion Protection (if appticable)  

© As specified lor coated steel tanks with cathodic protection. 

© As specified for coated steel piping with cathodic protection. 

❑ Another method allowed by the implementing agency. Please specify: 

13. 1 have financial responslbility in accordance with Subpart I. Please specify: 

Method: 

Insurer: 

Pdicy Number: 

14. OATM: I certity that the informeti conceming installation provided In Item 10 is true to the best of my beltef and krawledge. 

Instatler:  ~✓L ^ ~-- ~~ '~— 	 S 	~ 9  
~ 	 Name 	 Date 

/rl G- 2  
. 	. 	Position 

•r,  
company 

Form 7530-1ta. 
	

pap 



T• E- SITE • « WHITE MOUNTAIN APACHE # 14 » 

Name: FORT APACHE TIMBER COMPANY WHITE MOUNTAIN APACHE TRIBE 
Contact: MILFRED COSENN 
Add 1: P.O. 	BOX 700 
Add 2: 

City/St: WHITERIVER AZ WHITERIVER 	AZ 
County: NAVAJO NAVAJO 

Zip/Tel: 85941 (602)338-4931 85941 	(602)338-4346 

Resp. Party EPA A/P 	Sub / Qty Released: 
----------- ----------- --- 	 / 

Notification Form: 05/10/89 	05/10/89 Y 
Removal Notificat.: / 	/ / / Last Visit:  

UST Removal: / 	/ / / Visit Type(U/L/B): 
Confirmed Release:  

Site Assessment: / 	/ / / Violation(U/L/B): 
Remediation WP Rec.: / 	/ / / Enforcement:  

Remediation Init.:  
Remedediation Comp.: / 	/ / / EPA PM: 

Site Closure: / 	/ / / Status Override: 

Calc Status: U 	Class: 6 	Tanks: 3 GroundW Cont.: ? 	Soil Cont.: ? 



0 
	

0 
WHITE MOUNTAIN APACHE TRIBE - SITE # 14 

Classification: 6 	Summation: 0 

-- S O I L -- 

Soil contamination (Y/N): 
Volume of soil contaminated: 

TPH level in situ soil: 
TPH level in stockpiled soil: 

-- G R O U N D W A T E R-- 

Groundwater contamination (Y/N): 
Free product on groundwater: 

Contamination near domestic well: 
Contamination near municipal well: 

Benzene concentration: 

-- H E A L T H -- 

Health / environmental risk (Y/N): 



~ 
SITE # 14 - TANK # 1 
N 	Installation Date: 05/10/89 

12000 	Out of Service Date:  
Removal Date:  

n 
LJ 

WHITE MOUNTAIN APACHE TRIBE - 
Confirmed Release (Y/N): 

Tank Capacity: 

Mate 

Overf 

Financial 

Comments: 

rial of Construction: 
Tank Contents: 

Corrosion Protection: 
Piping: 

Ownership: 
Compliance: 

ill Protection (Y/N): 
Upgrade (Y/N): 

Responsibility (Y/N): 

STEEL, SINGLE WALL 
PETROLEUM 
CATHODIC PROTECTION 
CATHODIC PROTECTION 
INDIAN TRUST LANDS 
ATGS 
N 



	
0 
	

~ 
WHITE MOUNTAIN APACHE TRIBE - SITE # 14 - TANK # 2 

	

Confirmed Release (Y/N): 	N 	Installation Date: 05/10/89 

	

Tank Capacity: 	12000 	out of Service Date:  
Removal Date:  

Mate 

Overf 

Financial 

Comments: 

rial of Construction: 
Tank Contents: 

Corrosion Protection: 
Piping: 

Ownership: 
Compliance: 

ill Protection (Y/N): 
Upgrade (Y/N): 

Responsibility (Y/N): 

STEEL, SINGLE WALL 
PETROLEUM 
CATHODIC PROTECTION 
CATHODIC PROTECTION 
INDIAN TRUST LANDS 
ATGS 
N 



	

~ 
	

~ 
WHITE MOUNTAIN APACHE TRIBE - SITE # 14 - TANK # 3 

	

Confirmed Release (Y/N): 	N 	Installation Date: 05/10/89 

	

Tank Capacity: 	10000 	Out of Service Date:  
Removal Date:  

Mate 

Overf 

Financial 

Comments : 

rial of Construction: 
Tank Contents: 

Corrosion Protection: 
Piping: 

Ownership: 
Compliance: 

ill Protection (Y/N): 
Upgrade (Y/N): 

Responsibility (Y/N): 

STEEL, SINGLE WALL 
PETROLEUM 
CATHODIC PROTECTION 
CATHODIC PROTECTION 
INDIAN TRUST LANDS 
ATGS 
N 
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